New York State Department of Environmental Conservation "
Facility DEC I D: 8573600004

PERMIT
Under the Environmental Conservation Law (ECL)

IDENTIFICATION INFORMATION

Permit Type: Title IV (Phase Il Acid Rain)
Permit ID:  8-5736-00004/00016
Effective Date: Expiration Date:

Permit Type: Air Title V Facility
Permit ID:  8-5736-00004/00017
Effective Date: Expiration Date:

Permit Issued To:GREENIDGE GENERATION LLC
590 PLANT RD
PO BOX 187
DRESDEN, NY 14441-0187

Contact: DALE IRWIN
GREENIDGE GENERATION LLC
590 PLANT RD PO BOX 187
DRESDEN, NY 14441-0187
(315) 536-3423

Facility: GREENIDGE STATION
590 PLANT RD
DRESDEN, NY 14441

Contact: DALE IRWIN
GREENIDGE GENERATION LLC
590 PLANT RD PO BOX 187
DRESDEN, NY 14441-0187
(315) 536-3423

Description:

Title V Facility Permit and Title IV (Acid Rain) Fdlity Permit, for the
Greenidge Generating Station located in the Towhaofey, New York. The
Title IV permit and the Title V permit replace théle IV and Title V permits
relinquished by the previous owner in November,201

The Greenidge Generating Station is a Major Staty®ource, and is required
to obtain a Title V Permit as specified in 6 NYCRRrt 201-6. The Department
has applied 6 NYCRR Part 231 Prevention of Sigaiftdeterioration
requirements to emissions of carbon monoxide (@&yjculate matter (PM),
particulate matter less than 10 microns in diam@#t.o), particulate matter
less than 2.5 microns in diameter (Pd&nd greenhouse gases (GHG).
Nonattainment New Source Review has been appliediissions of oxides of
nitrogen (NOXx). Capping provisions have been inetlitbr emissions of sulfur
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dioxide (SQ) and volatile organic compounds (VOCs) of 39 tpasyear and
49 tons per year, respectively. A Continuous Erars8ilonitoring System
(CEMS) will be used to monitor compliance with N@Q, SQ, ammonia
(NHs), and GHGs requirements. A Continuous Opacity Mg System
(COMS) will be used to monitor compliance with ofyacequirements, and
annual stack testing will be required for demoristgacompliance with the
emission limits for PM, PM, and PM.. Greenidge Generation has surrendered
177 tons of NOx emission reduction credits (ERC)ffeet the 153.8 tons of
potential NOx emissions associated with this peawiton. The conversion and
operation of the Greenidge Generating Station baibe 6 is not subject to New
Source Performance Standards.

Greenidge Generation LLC will operate Unit 4 elecgenerating operations
without the use of coal or fuel oil. Electric geséon is powered by a boiler,
with a maximum heat input of 1,117 million BTU gesur. The boiler will burn
natural gas, with the ability to co-fire up to 1#6mass, which may include
untreated wood and resinated wood. With conversiail generating
operations to use natural gas as the primary fitblup to 19% biomass
co-firing, and operations as proposed, the Greentaignerating Station will
primarily emit contaminants from boiler poweredottie generation and ash
handling operations.

The facility is equipped with a suite of air polan control (both
pre-combustion and post-combustion) systems ta@lopdllutant nitrogen
oxides, carbon monoxide, particulate matter (PM,1BMnd PM2.5), and sulfur
dioxide emissions from facility operations. Boil©x emissions will be
controlled by over fire air, low NOx Burners/fluagrecirculation/tangential
low NOXx firing, optimized selective non-catalytieduction, and optimized
selective catalytic reduction. Boiler particulataeissions will be controlled by a
fabric filter baghouse. Ash handling operationsveynboiler fly ash associated
with the use of biomass pneumatically to a fly sigitage silo with a baghouse
to control particulate emissions. The ash is thecgssed for proper disposal.
Minor amounts of particulates will also be emitfesin a pollution control
system supporting the boiler N®mission control system. Emissions of CO are
controlled by staged combustion and over fire air.

Additionally, the permit establishes start-up ahdtdown limits for the boiler
as well as BACT and LAER limits and work practi¢esauxiliary emission
sources at the facility for emissions of particelatatter, carbon monoxide,
nitrogen oxides, and greenhouse gases, as appeopria
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By acceptance of this permit, the permittee agttegisthe permit is contingent upon strict
compliance with the ECL, all applicable regulatioiiee General Conditions specified and any
Special Conditions included as part of this permit.

Permit Administrator: SCOTT SHEELEY
YBDEC - REGION 8
2% E AVON-LIMA RD
VAN, NY 14414

Authorized Signature: Date: [ [
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Item A:

Item B:

Item C:

Item D:

Page4

Notification of Other State Permittee Obligations
Permittee Accepts Legal Responsibility #uptees to Indemnification

The permittee expressly agrees to indemnify and harmless the Department
of Environmental Conservation of the State of Néwwk, its representatives,
employees and agents ("DEC") for all claims, saitdions, and damages, to the
extent attributable to the permittee's acts orssians in connection with the
compliance permittee's undertaking of activitiesdnnection with, or operation
and maintenance of, the facility or facilitiestaurized by the permit whether in
compliance or not in any compliance with the teemd conditions of the permit.
This indemnification does not extend to any claisusts, actions, or damages to
the extent attributable to DEC's own negligernintentional acts or omissions,
or to any claims, suits, or actions naming the 6@ arising under article 78

of the New York Civil Practice Laws and Rules ay &itizen suit or civil

rights provision under federal or state laws.

Permittee's Contractors to Comply with Fierm

The permittee is responsible for informing itsépeéndent contractors,
employees, agents and assigns of their respdhstilcomply with this permit,
including all special conditions while acting &e permittee's agent with respect
to the permitted activities, and such persond bleasubject to the same
sanctions for violations of the Environmental Gamation Law as those
prescribed for the permittee.

Permittee Responsible for Obtaining Othequired Permits

The permittee is responsible for obtaining aneoffermits, approvals, lands,
easements and rights-of-way that may be requireditry out the activities that
are authorized by this permit.

No Right to Trespass or Interfere with Ripa Rights

This permit does not convey to the permittee &gyt to trespass upon the lands
or interfere with the riparian rights of othersoirder to perform the permitted
work nor does it authorize the impairment of aigits, title, or interest in real

or personal property held or vested in a persamiparty to the permit.
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LIST OF CONDITIONS

DEC GENERAL CONDITIONS
General Provisions
Facility Inspection by the Department
Relationship of this Permit to Other DepamtinOrders and
Determinations
Applications for permit renewals, modificationsgdanansfers
Permit modifications, suspensions or revocationthb Department
Facility Level
Submission of application for permit modifiilon or
renewal-REGION 8 HEADQUARTERS
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New York State Department of Environmental Conservation "
Facility DEC I D: 8573600004

DEC GENERAL CONDITIONS
***%  General Provisions ****
For the purpose of your TitleV permit, the following section contains
state-only enfor ceable terms and conditions.
GENERAL CONDITIONS- Apply to ALL Authorized Permits.

Condition 1: Facility Inspection by the Department
Applicable State Requirement: ECL 19-0305

Item 1.1:

The permitted site or facility, including relevartords, is subject to inspection at reasonable
hours and intervals by an authorized representafitiee Department of Environmental
Conservation (the Department) to determine whetiepermittee is complying with this permit
and the ECL. Such representative may order th& suspended pursuant to ECL 71-0301 and
SAPA 401(3).

[tem 1.2:
The permittee shall provide a person to accompaayepartment's representative during an
inspection to the permit area when requested bipdpartment.

[tem 1.3:

A copy of this permit, including all referenced rsadrawings and special conditions, must be
available for inspection by the Department atiales at the project site or facility. Failure to
produce a copy of the permit upon request by aaDegent representative is a violation of this
permit.

Condition 2: Relationship of this Permit to Other Department Ordersand Deter minations
Applicable State Requirement: ECL 3-0301 (2) (m)

Item 2.1:

Unless expressly provided for by the Departmestdsce of this permit does not modify,
supersede or rescind any order or determinatioviqursly issued by the Department or any of
the terms, conditions or requirements containesligh order or determination.

Condition 3: Applicationsfor permit renewals, modifications and transfers
Applicable State Requirement: 6 NYCRR 621.11

[tem 3.1:
The permittee must submit a renewal applicatideagt 180 days before expiration of permits
for both Title V and State Facility Permits.

[tem 3.3:

Permits are transferrable with the approval ofdépartment unless specifically prohibited by
the statute, regulation or another permit conditidypplications for permit transfer should be
submitted prior to actual transfer of ownership.

Condition 4: Permit modifications, suspensionsor revocations by the Department
Applicable State Requirement: 6 NYCRR 621.13

Item 4.1.
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The Department reserves the right to exercisevallable authority to modify, suspend, or
revoke this permit in accordance with 6NYCRR P&rt.6 The grounds for modification,
suspension or revocation include:

a) materially false or inaccurate statements irptrenit application or supporting papers;

b) failure by the permittee to comply with any teror conditions of the permit;

c) exceeding the scope of the project as desciibée permit application;

d) newly discovered material information or a mialerhange in environmental conditions,
relevant technology or applicable law or regulaisimce the issuance of the existing permit;
e) noncompliance with previously issued permit ¢oows, orders of the commissioner, any
provisions of the Environmental Conservation Lawegulations of the Department related to
the permitted activity.

**xx Eacility Level ****

Condition 5: Submission of application for permit modification or renewal-REGION 8
HEADQUARTERS
Applicable State Requirement: 6 NYCRR 621.6 (a)

Item 5.1:
Submission of applications for permit modificationrenewal are to be submitted to:
NYSDEC Regional Permit Administrator
Region 8 Headquarters
Division of Environmental Permits
6274 Avon-Lima Road
Avon, NY 14414-9519
(585) 226-2466

DEC Permit Conditions
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New York State Department of Environmental Conservation "
Permit |D: 8-5736-00004/00017 Facility DEC | D: 8573600004

Permit Under the Environmental Conservation Law (ECL)
ARTICLE 19: AIR POLLUTION CONTROL - TITLEV PERMIT
IDENTIFICATION INFORMATION

Permit Issued To:GREENIDGE GENERATION LLC
590 PLANT RD
PO BOX 187
DRESDEN, NY 14441-0187

Facility: GREENIDGE STATION
590 PLANT RD
DRESDEN, NY 14441

Authorized Activity By Standard Industrial Classdtion Code:
4911 - ELECTRIC SERVICES
4931 - ELEC & OTHER SERVICES COMBINED

Permit Effective Date: Permit Expiration Date:

Air Pollution Control Permit Conditions
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New York State Department of Environmental Conservation
Per mit 1D: 8-5736-00004/00017 Facility DEC | D: 8573600004

LIST OF CONDITIONS

FEDERALLY ENFORCEABLE CONDITIONS
Facility Level
6 NYCRR 200.6: Acceptable Ambient Air Qtyal
6 NYCRR 201-6.4 (a) (7): Fees
6 NYCRR 201-6.4 (c): Recordkeeping anddréapg of Compliance
Monitoring
4 6 NYCRR 201-6.4 (c) (2): Records of Monitg, Sampling, and
Measurement
5 6 NYCRR 201-6.4 (c) (3) (ii): Complianceitification
6 6 NYCRR 201-6.4 (e): Compliance Certifioat
7 6 NYCRR 202-2.1: Compliance Certification
8
9

WN P

6 NYCRR 202-2.5: Recordkeeping requiresent

6 NYCRR 215.2: Open Fires - Prohibitions
10 6 NYCRR 200.7: Maintenance of Equipment
11 6 NYCRR 201-1.7: Recycling and Salvage
12 6 NYCRR 201-1.8: Prohibition of Reintration of Collected

Contaminants to the air
13 6 NYCRR 201-3.2 (a): Exempt Sources -oPod Eligibility
14 6 NYCRR 201-3.3 (a): Trivial Sources e&frof Eligibility
15 6 NYCRR 201-6.4 (a) (4): Requirementtovitle Information
16 6 NYCRR 201-6.4 (a) (8): Right to Inspect
17 6 NYCRR 201-6.4 (f) (6): Off Permit Chasg
18 6 NYCRR 202-1.1: Required Emissions Tests
19 40 CFR Part 68: Accidental release pions
20 40CFR 82, Subpart F: Recycling and EmissReduction
21 6 NYCRR Subpart 201-6: Emission Unit D#ibn
22 6 NYCRR 201-6.4 (d) (4): Progress Repbue Semiannually
23 6 NYCRR Subpart 201-7: Facility PermilsiBmissions
24 6 NYCRR 211.1: Air pollution prohibited
25 6 NYCRR 225-1.5 (c): Compliance Certifica
26 6 NYCRR 230.5 (a): Compliance Certifioati
27 6 NYCRR 231-7.5: Compliance Certification
28 6 NYCRR 231-7.5: Compliance Certification
29 6 NYCRR 231-7.5: Compliance Certification
30 6 NYCRR 231-7.5: Compliance Certification
31 40CFR 63, Subpart A: General Provisions
32 40CFR 63, Subpart ZZZZ: Compliance anfbi&ement
33 40CFR 63, Subpart ZZZZ: Compliance Ciegetfon
34 40 CFR Part 98: Mandatory greenhouseeayasting
Emission Unit Level

35 6 NYCRR Subpart 201-6: Emission Pointifigbn By Emission Unit
36 6 NYCRR Subpart 201-6: Process DefiniByrEmission Unit

EU=G-00004
37 6 NYCRR Subpart 201-6: Compliance Ceidiiion
38 6 NYCRR 227-1.3 (a): Compliance Certifica
39 6 NYCRR 231-5.4: Compliance Certification
40 6 NYCRR 231-5.4: Compliance Certification

Air Pollution Control Permit Conditions
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New York State Department of Environmental Conservation
Per mit 1D: 8-5736-00004/00017

41
42
43
44
45
46
47
48
49
50
51
52
53
54
55
56
57
58

61
62
63
64
65
66

67
68
69
70
71
72
73
74
75
76
77

78
79
80

81

82

6 NYCRR 231-5.4:
6 NYCRR 231-7.5:
6 NYCRR 231-7.5:
6 NYCRR 231-7.5:
6 NYCRR 231-7.6:
6 NYCRR 231-7.6:

Compliance Certification
Compliance Certification
Compliance Certification
Compliance Certification
Compliance Certification
Compliance Certification

Facility DEC I D: 8573600004

40CFR 63, Subpart DDDDD: Compliance Gestion
40CFR 72.6(a)(1), Subpart A: Complianegtification

40CFR 75.10(a), Subpart B:
40CFR 75.10(b), Subpart B:

40CFR 75.10(c), S

40CFR 75.10(d), Subpart B:
40CFR 75.13(a), Subpart B:

Complianceifistion
Compliancdifization

ubpart B: Complianceifization

Complianceifieation
Complianceifistion

40CFR 75.20, Subpart C: Compliance Geatibn
40CFR 75.64(a), Subpart G: Complianceifization
40CFR 97.406, Subpart AAAAA: Complianceri@ication
40CFR 97.506, Subpart BBBBB: Complianeetification
40CFR 97.606, Subpart CCCCC: Compliarestification

EU=G-00004,Pr oc=P65
59 6 NYCRR Subpart 201-6: Compliance Cexdifion
*60 6 NYCRR Subpart 201-7: Capping Monitgridondition

6 NYCRR 231-5.4:
6 NYCRR 231-5.5:
6 NYCRR 231-7.5:
6 NYCRR 231-7.5:
6 NYCRR 231-7.5:
6 NYCRR 231-7.6:

Compliance Certification
Compliance Certification
Compliance Certification
Compliance Certification
Compliance Certification
Compliance Certification

EU=G-00004,Pr oc=P75
6 NYCRR Subpart 201-6: Compliance Cexdifion

6 NYCRR 231-5.4:
6 NYCRR 231-5.4:
6 NYCRR 231-7.5:
6 NYCRR 231-7.5:
6 NYCRR 231-7.5:
6 NYCRR 231-7.5:
6 NYCRR 231-7.6:
6 NYCRR 231-7.6:
6 NYCRR 231-7.6:
6 NYCRR 231-7.6:

Compliance Certification
Compliance Certification
Compliance Certification
Compliance Certification
Compliance Certification
Compliance Certification
Compliance Certification
Compliance Certification
Compliance Certification
Compliance Certification

EU=G-00005
6 NYCRR Subpart 201-6: Compliance Cexdifion

6 NYCRR 212-1.6

(a): Compliance Certifica

6 NYCRR Subpart 231-7: Compliance Cexdifion

EU=G-FABAH
6 NYCRR Subpart 231-7: Compliance Cexdifion

EU=G-FUGTV
6 NYCRR Subpart 231-7: Compliance Cexdifion

Air Pollution Control Permit Conditions
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New York State Department of Environmental Conservation

Per mit | D: 8-5736-00004/00017 Facility DEC I D: 8573600004
EU=G-XEMPT
83 6 NYCRR Subpart 231-7: Compliance Cexdifion

84

85

86

87

88
89
90
91

92
93
94
95

6 NYCRR Subpart 231-7: Compliance Cexdifion

EU=G-XEMPT ,Proc=DFP
6 NYCRR Subpart 231-7: Compliance Cexdifion

EU=G-XEMPT ,Proc=EGN
6 NYCRR Subpart 231-7: Compliance Cexdifion

EU=G-XEMPT,Proc=NGH
6 NYCRR Subpart 231-7: Compliance Cexdifion

STATE ONLY ENFORCEABLE CONDITIONS
Facility Level

ECL 19-0301: Contaminant List

6 NYCRR 201-1.4: Malfunctions and stagststlhutdown activities

6 NYCRR 242-1.4 (b): Compliance Demorigira

6 NYCRR 242-1.5: CO2 Budget Trading Paogr Excess emission
requirements

6 NYCRR 242-1.5: Compliance Demonstration

6 NYCRR 242-1.5: Compliance Demonstration

6 NYCRR Subpart 242-4: Compliance Denratisin

6 NYCRR 242-8.5: Compliance Demonstration

NOTE: * preceding the condition number indicatappming.

Air Pollution Control Permit Conditions
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New York State Department of Environmental Conservation
Per mit 1D: 8-5736-00004/00017 Facility DEC | D: 8573600004

FEDERALLY ENFORCEABLE CONDITIONS
**xx Eacility Level ****

NOTIFICATION OF GENERAL PERMITTEE OBLIGATIONS

Theitemslisted below ar e not subject to the annual compliance certification
requirementsunder TitleV. Permittees may also have other obligations

Iltem A:

Item B:

Item C:

Item D:

Item E:

under regulations of general applicability.

Public Accessto Recordkeeping for TitleV Facilities- 6
NYCRR 201-1.10 (b)

The Department will make available to plblic any
permit application, compliance plan, permit, and
monitoring and compliance certification reportguant to
Section 503(e) of the Act, except for informatamtitied
to confidential treatment pursuant to 6 NYCRR B4a® -
Public Access to records and Section 114(c) ofitte

Timely Application for the Renewal of TitleV Permits- 6
NYCRR 201-6.2 (a) (4)

Owners and/or operators of facilities hgvan issued

Title V permit shall submit a complete applicatiin

least 180 days, but not more than eighteen mopitits,

to the date of permit expiration for permit renéwa
purposes.

Certification by a Responsible Official - 6 NYCRR 201-6.2
(d) (12)

Any application, form, report or compliancertification
required to be submitted pursuant to the federally
enforceable portions of this permit shall contain
certification of truth, accuracy and completenasa
responsible official. This certification shall &tdhat

based on information and belief formed after reabte
inquiry, the statements and information in theudoent

are true, accurate, and complete.

Requirement to Comply With All Conditions- 6 NYCRR
201-6.4 (a) (2)

The permittee must comply with all coratiis of the

Title V facility permit. Any permit non-compliance
constitutes a violation of the Act and is groufats
enforcement action; for permit termination, revamaand
reissuance, or modification; or for denial of ampi¢
renewal application.

Permit Revocation, M odification, Reopening, Reissuance or
Termination, and Associated | nformation Submission
Requirements- 6 NYCRR 201-6.4 (a) (3)

This permit may be modified, revoked, relopd and
reissued, or terminated for cause. The filing ofguest

by the permittee for a permit modification, revibga and

Air Pollution Control Permit Conditions
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New York State Department of Environmental Conservation
Per mit 1D: 8-5736-00004/00017

Item F:

Item G:

ItemH:

Item|:

Facility DEC I D: 8573600004

reissuance, or termination, or of a notificatidn o
planned changes or anticipated noncompliance niotestay
any permit condition.

Cessation or Reduction of Permitted Activity Not a
Defense- 6 NYCRR 201-6.4 (a) (5)

It shall not be a defense for a permiitean
enforcement action to claim that a cessation ducton
in the permitted activity would have been necassar
order to maintain compliance with the conditiofishis
permit.

Property Rights- 6 NYCRR 201-6.4 (a) (6)

This permit does not convey any propdgkts of any
sort or any exclusive privilege.

Sever ability - 6 NYCRR 201-6.4 (a) (9)

If any provisions, parts or conditionstloi permit are
found to be invalid or are the subject of a chrais the
remainder of this permit shall continue to bedali

Permit Shield - 6 NYCRR 201-6.4 (g)

All permittees granted a Title V facilipermit shall be
covered under the protection of a permit shietdept as
provided under 6 NYCRR Subpart 201-6. Complianitk the
conditions of the permit shall be deemed compéanith
any applicable requirements as of the date of pperm
issuance, provided that such applicable requir¢srame
included and are specifically identified in therpi, or

the Department, in acting on the permit applicato
revision, determines in writing that other reqoismnts
specifically identified are not applicable to thejor
stationary source, and the permit includes the
determination or a concise summary thereof. Ngthierein
shall preclude the Department from revising ookeng

the permit pursuant to 6 NYCRR Part 621 or frorereising
its summary abatement authority. Nothing in gesmit
shall alter or affect the following:

i.  The ability of the Department to seek tmgrsuit

on behalf of the State of New York, or the Admirasor
to seek to bring suit on behalf of the United &tato
immediately restrain any person causing or couitirig to
pollution presenting an imminent and substantial
endangerment to public health, welfare or theremvent
to stop the emission of air pollutants causing or
contributing to such pollution;

ii. The liability of a permittee of the Titk

Air Pollution Control Permit Conditions
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New York State Department of Environmental Conservation
Per mit 1D: 8-5736-00004/00017

Item J:

Facility DEC I D: 8573600004

facility for any violation of applicable requiremis
prior to or at the time of permit issuance;

iii. The applicable requirements of Title IV thie
Act;

iv.  The ability of the Department or the Adisinator
to obtain information from the permittee concegnihe
ability to enter, inspect and monitor the facility

Reopening for Cause- 6 NYCRR 201-6.4 (i)

This Title V permit shall be reopened aedsed under
any of the following circumstances:

i. If additional applicable requirements unther Act
become applicable where this permit's remaining is
three or more years, a reopening shall be contplete
later than 18 months after promulgation of theliapple
requirement. No such reopening is required if the
effective date of the requirement is later thandhte

on which this permit is due to expire, unlessdtiginal
permit or any of its terms and conditions has been
extended by the Department pursuant to the pamsspf
Part 201-6.7 and Part 621.

ii. The Department or the Administrator deteres
that the permit contains a material mistake or tha
inaccurate statements were made in establishéng th
emissions standards or other terms or conditibtizeo
permit.

iii. The Department or the Administrator deteres
that the Title V permit must be revised or reopktme
assure compliance with applicable requirements.

iv. If the permitted facility is an "affectedurce"
subject to the requirements of Title IV of thetfand
additional requirements (including excess emission
requirements) become applicable. Upon approvahéy
Administrator, excess emissions offset plans diell
deemed to be incorporated into the permit.

Proceedings to reopen and issue Title V faqgiléymits
shall follow the same procedures as apply toahiti
permit issuance but shall affect only those paifrthe
permit for which cause to reopen exists.

Reopenings shall not be initiated before a naifcguch
intent is provided to the facility by the Departrhat
least thirty days in advance of the date thaptrenit

is to be reopened, except that the Departmentormgde

Air Pollution Control Permit Conditions
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New York State Department of Environmental Conservation "
Permit |D: 8-5736-00004/00017 Facility DEC | D: 8573600004

a shorter time period in the case of an emergency.

[tem K: Permit Exclusion - ECL 19-0305
The issuance of this permit by the Departinand the
receipt thereof by the Applicant does not andlistwlbe
construed as barring, diminishing, adjudicatingnoainy
way affecting any legal, administrative or equiéab
rights or claims, actions, suits, causes of aation
demands whatsoever that the Department may haesag
the Applicant for violations based on facts and
circumstances alleged to have occurred or exstied to
the effective date of this permit, including, Imot
limited to, any enforcement action authorized pard to
the provisions of applicable federal law, the
Environmental Conservation Law of the State of Néwk
(ECL) and Chapter 1l of the Official Compilatiarf the
Codes, Rules and Regulations of the State of Newk Y
(NYCRR). The issuance of this permit also shatlinany
way affect pending or future enforcement actiomden the
Clean Air Act brought by the United States or pryson.

ltemL: Federally Enfor ceable Requirements - 40 CFR 70.6 (b)
All terms and conditions in this permitjtéred by the
Act or any applicable requirement, including any
provisions designed to limit a facility's poteihtia
emit, are enforceable by the Administrator aneits
under the Act. The Department has, in this permit
specifically designated any terms and condititias &re
not required under the Act or under any of itslapple
requirements as being enforceable under only state
regulations.

MANDATORY FEDERALLY ENFORCEABLE PERMIT CONDITIONS
SUBJECT TO ANNUAL CERTIFICATIONSAT ALL TIMES

Thefollowing federally enfor ceable per mit conditions are mandatory for all
TitleV permitsand are subject to annual compliance certification
requirementsat all times.

Condition 1: Acceptable Ambient Air Quality
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 200.6

Item 1.1:

Notwithstanding the provisions of 6 NYCRR Chaptér$ubchapter A, no person shall allow or
permit any air contamination source to emit airtagmnnants in quantities which alone or in
combination with emissions from other air contartiorasources would contravene any
applicable ambient air quality standard and/or eaispollution. In such cases where
contravention occurs or may occur, the Commissishall specify the degree and/or method of

Air Pollution Control Permit Conditions
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New York State Department of Environmental Conservation "
Permit |D: 8-5736-00004/00017 Facility DEC | D: 8573600004

emission control required.

Condition 2: Fees
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 201-6.4 (a) (7)

[tem 2.1:
The owner and/or operator of a stationary soured phy fees to the Department consistent
with the fee schedule authorized by ECL 72-0303.

Condition 3: Recor dkeeping and Reporting of Compliance M onitoring
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 201-6.4 (c)

Iltem 3.1:
The following information must be included in amguired compliance monitoring records and
reports:

(i) The date, place, and time of sampling or mezrsents;
(ii) The date(s) analyses were performed;
(ii)The company or entity that performed the asaly,

(iv) The analytical techniques or methods useduigicly quality assurance and quality control
procedures if required,;

(v) The results of such analyses including qualggurance data where required; and
(vi) The operating conditions as existing at timeetiof sampling or measurement.

Any deviation from permit requirements must be die@entified in all records and reports.
Reports must be certified by a responsible offidahsistent with Section 201-6.2 of Part 201.

Condition 4: Records of M onitoring, Sampling, and M easur ement
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 201-6.4 (c) (2)

Item 4.1:

Compliance monitoring and recordkeeping shall bedooted according to the terms and
conditions contained in this permit and shall fallall quality assurance requirements found in
applicable regulations. Records of all monitoriga and support information must be retained
for a period of at least 5 years from the daténefrhonitoring, sampling, measurement, report,
or application. Support information includes allilzaation and maintenance records and all
original strip-chart recordings for continuous ntoring instrumentation, and copies of all
reports required by the permit.

Air Pollution Control Permit Conditions
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Condition 5: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 201-6.4 (c) (3) (ii)

Item 5.1:
The Compliance Certification activity will be perfoed for the Facility.

[tem 5.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:

To meet the requirements of this facitigrmit with

respect to reporting, the permittee must:

Submit reports of any required monitoring at aimium
frequency of every 6 months, based on a calerstar y
reporting schedule. These reports shall be stdwinid
the Department within 30 days after the end aprting
period. All instances of deviations from permit
requirements must be clearly identified in sugiorés.
All required reports must be certified by the @sgible
official for this facility.

Notify the Department and report permit deviatiand
incidences of noncompliance stating the probablee of
such deviations, and any corrective actions ovengve
measures taken. Where the underlying applicable
requirement contains a definition of prompt orewthise
specifies a time frame for reporting deviatiohsitt
definition or time frame shall govern. Where the
underlying applicable requirement fails to addtégs
time frame for reporting deviations, reports o¥idéons
shall be submitted to the permitting authoritydzhen
the following schedule:

(1) For emissions of a hazardous air pollutast (a
identified in an applicable regulation) that cont for
more than an hour in excess of permit requireméms
report must be made within 24 hours of the
occurrence.

(2) For emissions of any regulated air pollutant,
excluding those listed in paragraph (1) of thistisa,
that continue for more than two hours in excegseofit
requirements, the report must be made within 48
hours.

(3) For all other deviations from permit requimts,
the report shall be contained in the 6 month nooinig
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report required above.

(4) This permit may contain a more stringent répg
requirement than required by paragraphs (1), (230
above. If more stringent reporting requiremertgehbeen
placed in this permit or exist in applicable regquients
that apply to this facility, the more stringenpogting
requirement shall apply.

If above paragraphs (1) or (2) are met, the soomast
notify the permitting authority by telephone dgrimormal
business hours at the Regional Office of jurisdicfor
this permit, attention Regional Air Pollution Cooit
Engineer (RAPCE) according to the timetable listed
paragraphs (1) and (2) of this section. For d®na

and incidences that must be reported outside whalo
business hours, on weekends, or holidays, the SiIC
Hotline phone number at 1-800-457-7362 shall leslua
written notice, certified by a responsible officia
consistent with 6 NYCRR Part 201-6.2(d)(12), nhest
submitted within 10 working days of an occurrefare
deviations reported under (1) and (2). All ddains
reported under paragraphs (1) and (2) of this@seatust
also be identified in the 6 month monitoring retpor
required above.

The provisions of 6 NYCRR 201-1.4 shall applyhiét
permittee seeks to have a violation excused unless
otherwise limited by regulation. In order to have
violation of a federal regulation (such as a newese
performance standard or national emissions stdrfdar
hazardous air pollutants) excused, the specifiert
regulation must provide for an affirmative defedsiing
start-up, shutdowns, malfunctions or upsets.
Notwithstanding any recordkeeping and reporting
requirements in 6 NYCRR 201-1.4, reports of anyiatens
shall not be on a less frequent basis than thertiag
periods described in paragraphs (1) and (4) above.

In the case of any condition contained in thigwpewith

a reporting requirement of "Upon request by regua
agency" the permittee shall include in the semiah
report, a statement for each such condition thet t
monitoring or recordkeeping was performed as regubr
requested and a listing of all instances of deviat

from these requirements.

In the case of any emission testing performedngute
previous six month reporting period, either duat
request by the Department, EPA, or a regulatory
requirement, the permittee shall include in thmiaenual
report a summary of the testing results and shdicate
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whether or not the Department or EPA has apprtived
results.

All semiannual reports may be submitted electraltycor
physically. Electronic reports shall be submittisthg
the Department’s Air Compliance and Emissions
Electronic-Reporting system (ACE). If the fagildwner
or operator elects to send physical copies insteax
copies shall be sent to the Department (one cofiyet
regional air pollution control engineer (RAPCE};le
regional office and one copy to the Bureau of @ual
Assurance (BQA) in the DEC central office) and copy
shall be sent to the Administrator (or his or her
representative). Mailing addresses for the above
referenced persons are contained in the monitoring
condition for 6 NYCRR Part 201-6.4(e), containézbehere
in this permit.

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
Reports due 30 days after the reporting period.
Subsequent reports are due every 6 calendar manth(s

Condition 6: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 201-6.4 (€)

[tem 6.1:
The Compliance Certification activity will be perfoed for the Facility.

[tem 6.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
Requirements for compliance certificatiovith terms and
conditions contained in this facility permit indiei the
following:

i. Compliance certifications shall contain:

- the identification of each term or conditiontbé
permit that is the basis of the certification;

- the compliance status;

- whether compliance was continuous or intermiften
- the method(s) used for determining the compbastatus
of the facility, currently and over the reportipgriod
consistent with the monitoring and related recesgkng
and reporting requirements of this permit;

- such other facts as the Department may requiire t
determine the compliance status of the facility as
specified in any special permit terms or condgion
and
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- such additional requirements as may be specified
elsewhere in this permit related to compliance
certification.

ii. The responsible official must include in thenual
certification report all terms and conditions @néd in
this permit which are identified as being subject
certification, including emission limitations, sthards,
or work practices. That is, the provisions laddierein
as "Compliance Certification" are not the only\pstons
of this permit for which an annual certificatian i
required.

iii. Compliance certifications shall be submitted
annually. Certification reports are due 30 ddterahe
anniversary date of four consecutive calendartgtsar
The first report is due 30 days after the calenperter
that occurs just prior to the permit anniversaated
unless another quarter has been acceptable by the
Department.

iv. All annual compliance certifications may hémitted
electronically or physically. Electronic repostsall be
submitted using the Department’s Air Compliancd an
Emissions Electronic-Reporting system (ACE).hi t
facility owner or operator elects to send physaaies
instead, two copies shall be sent to the Depattfose
copy to the regional air pollution control enginee
(RAPCE) in the regional office and one copy to Bugeau
of Quality Assurance (BQA) in the DEC central offj and
one copy shall be sent to the Administrator (srdriher
representative). The mailing addresses for tlozab
referenced persons are:

Chief — Stationary Source Compliance Section
USEPA Region 2

Air Compliance Branch

290 Broadway

New York, NY 10007-1866

The address for the RAPCE is as follows:

Regional Air Pollution Control Engineer
NYSDEC Region 8 Headquarters
6274 East Avon-Lima Road

Avon, NY 14414-9519

The address for the BQA is as follows:
NYSDEC

Bureau of Quality Assurance
625 Broadway
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Albany, NY 12233-3258

Monitoring Frequency: ANNUALLY

Reporting Requirements: ANNUALLY (CALENDAR)
Reports due 30 days after the reporting period.

The initial report is due 1/30/2017.

Subsequent reports are due on the same day each yea

Condition 7: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 202-2.1

[tem 7.1:
The Compliance Certification activity will be perfoed for the Facility.

[tem 7.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
Emission statements shall be submittedrdrefore April
15th each year for emissions of the previous cien
year. Statements are to be mailed to: New Y takeS
Department of Environmental Conservation, DivisodrAir
Resources, Bureau of Air Quality Planning, 625dgiway,
Albany NY 12233-3251

Monitoring Frequency: ANNUALLY
Reporting Requirements: ANNUALLY (CALENDAR)
Reports due by April 15th for previous calendarryea

Condition 8: Recor dkeeping requirements
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 202-2.5

[tem 8.1:
(&) The following records shall be maintaineddbteast five years:

(1) a copy of each emission statement submittédetalepartment; and

(2) records indicating how the information subgedtin the emission
statement was determined, including any calculatidata, measurements, and estimates used.

(b) These records shall be made available at thktyao the representatives of the
department upon request during normal businesshour

Condition 9: Open Fires - Prohibitions
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 215.2
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[tem 9.1:
Except as allowed by Title 6 NYCRR Section 215@person shall burn, cause, suffer, allow
or permit the burning of any materials in an opes f

tem 9.2

Per Section 215.3, burning in an open fire, pradidés not contrary to other law or regulation,
will be allowed as follows:

(a) On-site burning in any town with a total poigia less than 20,000 of downed limbs and
branches (including branches with attached leavegedles) less than six inches in diameter
and eight feet in length between May 15th and ¢flewing March 15th. For the purposes of
this subdivision, the total population of a towmakinclude the population of any village or
portion thereof located within the town. Howevéiistsubdivision shall not be construed to
allow burning within any village.

(b) Barbecue grills, maple sugar arches and siniltaloor cooking devices when actually used
for cooking or processing food.

(c) Smalll fires used for cooking and camp firesvided that only charcoal or untreated wood is
used as fuel and the fire is not left unattended extinguished.

(d) On-site burning of agricultural wastes as p&d valid agricultural operation on contiguous
agricultural lands larger than five acres activddyoted to agricultural or horticultural use,
provided such waste is actually grown or generatethose lands and such waste is capable of
being fully burned within a 24-hour period.

(e) The use of liquid petroleum fueled smudge potzrevent frost damage to crops.

() Ceremonial or celebratory bonfires where ntieotwise prohibited by law, provided that only
untreated wood or other agricultural products aeduas fuel and the fire is not left unattended
until extinguished.

(g) Small fires that are used to dispose of adlaceligious item, and small fires or other smoke
producing process where not otherwise prohibitethimthat are used in connection with a
religious ceremony.

(h) Burning on an emergency basis of explosivetberodangerous or contraband materials by
police or other public safety organization.

(i) Prescribed burns performed according to Padtdfhis Title.

(i) Fire training, including firefighting, fire resie, and fire/arson investigation training,
performed under applicable rules and guidelinegb@New York State Department of State's
Office of Fire Prevention and Control. For fireitiag performed on acquired structures, the
structures must be emptied and stripped of anyrnmhtbat is toxic, hazardous or likely to emit
toxic smoke (such as ashestos, asphalt shinglegiayldsiding or other vinyl products) prior to
burning and must be at least 300 feet from otheupied structures. No more than one structure
per lot or within a 300 foot radius (whichever igder) may be burned in a training exercise.
(k) Individual open fires as approved by the Dicecif the Division of Air Resources as may be
required in response to an outbreak of a planhna disease upon request by the
commissioner of the Department of Agriculture anarkéts, or for the destruction of invasive
plant and insect species.

() Individual open fires that are otherwise authed under the environmental conservation law,
or by rule or regulation of the Department.

MANDATORY FEDERALLY ENFORCEABLE PERMIT CONDITIONS
SUBJECT TO ANNUAL CERTIFICATIONSONLY IF APPLICABLE

Air Pollution Control Permit Conditions
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Thefollowing federally enfor ceable per mit conditions are mandatory for all
TitleV permitsand are subject to annual compliance certification
requirementsonly if effectuated during the reporting period.

[NOTE: The corresponding annual compliance certification for

those conditions not effectuated during the reporting period shall

be specified as" not applicable” .]

Condition 10: M aintenance of Equipment
Effectivefor entire length of Permit

Applicable Federal Requirement:6 NYCRR 200.7

[tem 10.1:

Any person who owns or operates an air contaminatarce which is equipped with an
emission control device shall operate such dewvicekaep it in a satisfactory state of
maintenance and repair in accordance with ordiaad/necessary practices, standards and
procedures, inclusive of manufacturer's specificetj required to operate such device
effectively.

Condition 11: Recycling and Salvage
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 201-1.7

[tem 11.1:
Where practical, the owner or operator of an amamination source shall recycle or salvage air
contaminants collected in an air cleaning devia®eding to the requirements of the ECL.

Condition 12: Prohibition of Reintroduction of Collected Contaminantsto
the air
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 201-1.8

[tem 12.1:

No person shall unnecessarily remove, handle sectube handled, collected air contaminants
from an air cleaning device for recycling, salvagelisposal in a manner that would reintroduce
them to the outdoor atmosphere.

Condition 13: Exempt Sour ces - Proof of Eligibility
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 201-3.2 (a)

tem 13.1:

The owner or operator of an emission source oviaicthat is listed as being exempt may be
required to certify that it is operated within #@ecific criteria described in this Subpart. The
owner or operator of any such emission source tiviggemust maintain all records necessary
for demonstrating compliance with this Subpart e-fr a period of five years, and make them
available to representatives of the department upguest.

Condition 14: Trivial Sources - Proof of Eligibility
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Effectivefor entirelength of Permit
Applicable Federal Requirement:6 NYCRR 201-3.3 (a)

Item 14.1:

The owner or operator of an emission source oviaicthat is listed as being trivial in this
Section may be required to certify that it is opedawithin the specific criteria described in this
Subpart. The owner or operator of any such emissdoince or activity must maintain all
required records on-site for a period of five yesrd make them available to representatives of
the department upon request.

Condition 15: Requirement to Provide I nformation
Effectivefor entire length of Permit

Applicable Federal Requirement:6 NYCRR 201-6.4 (a) (4)

Item 15.1:

The owner and/or operator shall furnish to the depent, within a reasonable time, any
information that the department may request inimgito determine whether cause exists for
modifying, revoking and reissuing, or terminatihg permit or to determine compliance with
the permit. Upon request, the permittee shall alsash to the department copies of records
required to be kept by the permit or, for inforrmatclaimed to be confidential, the permittee
may furnish such records directly to the administralong with a claim of confidentiality, if the
administrator initiated the request for informatmmotherwise has need of it.

Condition 16: Right to Inspect
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 201-6.4 (a) (8)

[tem 16.1:
The department or an authorized representativé lshalllowed upon presentation of credentials
and other documents as may be required by law to:

(i) enter upon the permittee's premises where iitfegubject to the permitting requirements of
this Subpart is located or emissions-related dgtisiconducted, or where records must be kept
under the conditions of the permit;

(ii) have access to and copy, at reasonable tiamgstecords that must be kept under the
conditions of the permit;

(iii) inspect at reasonable times any emissionaeajrequipment (including monitoring and air
pollution control equipment), practices, and ogderet regulated or required under the permit;
and

(iv) sample or monitor at reasonable times substoc parameters for the purpose of assuring
compliance with the permit or applicable requiretaen

Condition 17: Off Permit Changes
Effectivefor entirelength of Permit
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Applicable Federal Requirement:6 NYCRR 201-6.4 (f) (6)

Item 17.1:

No permit revision will be required for operatinganiges that contravene an express permit
term, provided that such changes would not vicdgiglicable requirements as defined under this
Part or contravene federally enforceable monitofingluding test methods), recordkeeping,
reporting, or compliance certification permit terarsl conditions. Such changes may be made
without requiring a permit revision, if the changee not modifications under any provision of
title | of the act and the changes do not exceectthissions allowable under the permit
(whether expressed therein as a rate of emissioinsterms of total emissions) provided that the
facility provides the administrator and the depa&mnbtwith written notification as required below
in advance of the proposed changes within a minimfiseven days. The facility owner or
operator, and the department shall attach eachrmtate to their copy of the relevant permit.

(i) For each such change, the written notificatiequired above shall include a brief description
of the change within the permitted facility, thealan which the change will occur, any change
in emissions, and any permit term or condition thaio longer applicable as a result of the
change.

(ii) The permit shield described in section 6 NYKR01-6.4 shall not apply to any change
made pursuant to this paragraph.

Condition 18: Required Emissions Tests
Effectivefor entire length of Permit

Applicable Federal Requirement:6 NYCRR 202-1.1

[tem 18.1:

For the purpose of ascertaining compliance or rampdiance with any air pollution control
code, rule or regulation, the commissioner mayireghe person who owns such air
contamination source to submit an acceptable tefaneasured emissions within a stated time.

Condition 19: Accidental release provisions.
Effectivefor entirelength of Permit

Applicable Federal Requirement:40 CFR Part 68

[tem 19.1:
If a chemical is listed in Tables 1,2,3 or 4 of@BR §868.130 is present in a process in quantities
greater than the threshold quantity listed in Taldl@,3 or 4, the following requirements will

apply:
a) The owner or operator shall comply with the imns of 40 CFR Part 68 and;

b) The owner or operator shall submit at the tirhpermit issuance (if not previously
submitted) one of the following, if such quantite® present:

Air Pollution Control Permit Conditions
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1) A compliance schedule for meeting the requirdsmen40 CFR Part 68 by the date provided
in 40 CFR 868.10(a) or,

2) A certification statement that the source isompliance with all requirements of 40 CFR
Part 68, including the registration and submissibtihe Risk Management Plan. Information
should be submitted to:

Risk Management Plan Reporting Center
C/O CsC

8400 Corporate Dr

Carrollton, Md. 20785

Condition 20: Recycling and Emissions Reduction
Effectivefor entirelength of Permit

Applicable Federal Requirement:40CFR 82, Subpart F

[tem 20.1:
The permittee shall comply with all applicable geions of 40 CFR Part 82.

Thefollowing conditions are subject to annual compliance certification
requirementsfor TitleV permitsonly.

Condition 21: Emission Unit Definition
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR Subpart 201-6

[tem 21.1:
The facility is authorized to perform regulated ggeses under this permit for:
Emission Unit: G-00004
Emission Unit Description:
Combustion Engineering boiler rated afLlZ, MMBtu/hr
maximum heat input. The boiler predominantlyditg to
100% natural gas, but may also fire natural gais glean
unadulterated wood and/or kiln dried wood (inchgdi
resinated wood) up to 19% on a heat rate badie. T
boiler is equipped with advanced low NOx burners,
closed-coupled and staged over-fire air, SNCR,%0R to
control NOx emissions, and a baghouse to control
particulate emissions.

Building(s): BOILER

[tem 21.2:

The facility is authorized to perform regulated ggseses under this permit for:
Emission Unit: G-00005
Emission Unit Description:

Air Pollution Control Permit Conditions
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Miscellaneous process emission sources.
Building(s): HMILL

Item 21.3:

The facility is authorized to perform regulated ggsses under this permit for:

Emission Unit: G-00008

Emission Unit Description:
Process operations associated with theacuurea
system.

Building(s): BOILER

Item 21.4:

The facility is authorized to perform regulated ggeses under this permit for:

Emission Unit: G-FABAH

Emission Unit Description:
This emission unit includes all processssion sources
and emission points of the fly and bottom ash hiagd
storage, and disposal system.

Item 21.5:

The facility is authorized to perform regulated ggsses under this permit for:

Emission Unit: G-FUGTV

Emission Unit Description:
This emission unit includes all emissionrges and
activities at the facility that have the potent@l
generate fugitive particulate emissions.

Item 21.6:

The facility is authorized to perform regulated ggsses under this permit for:

Emission Unit: G-XEMPT

Emission Unit Description:
This emission unit includes the followiagempt sources:
Emergency Diesel Generator, Emergency DieselRrirap,
and the Natural Gas Heater and their associatéssiem
points.
There are three processes associated with thisemi
unit:

Process EGN: Emergency Generator

Process DFP: Diesel Fire Pump
Process NGH: Natural Gas Heater

Condition 22: Progress Reports Due Semiannually
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 201-6.4 (d) (4)
[tem 22.1:
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Progress reports consistent with an applicablecidbeof compliance are to be submitted at
least semiannually, or at a more frequent periggéfcified in the applicable requirement or by
the department. Such progress reports shall cotitaifollowing:

(i) dates for achieving the activities, milestonmsgompliance required in the schedule of
compliance, and dates when such activities, mitestar compliance were achieved; and

(i) an explanation of why any dates in the scheadiflcompliance were not or will not be met,
and any preventive or corrective measures adopted.

Condition 23: Facility Permissible Emissions
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR Subpart 201-7

[tem 23.1:

The sum of emissions from the emission units sy@etih this permit shall not equal or exceed
the following

Potential To Emit (PTE) rate for each regulatedtaminant:

CAS No: 007446-09-5 PTE: 78,000 poundsyper
Name: SULFUR DIOXIDE

Condition 24: Air pollution prohibited
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 211.1

[tem 24.1:

No person shall cause or allow emissions of aitamomants to the outdoor atmosphere of such
guantity, characteristic or duration which are figus to human, plant or animal life or to
property, or which unreasonably interfere with ¢oenfortable enjoyment of life or property.
Notwithstanding the existence of specific air qyadtandards or emission limits, this
prohibition applies, but is not limited to, any fieulate, fume, gas, mist, odor, smoke, vapor,
pollen, toxic or deleterious emission, either aloné combination with others.

Condition 25: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 225-1.5 ()

[tem 25.1:
The Compliance Certification activity will be perfoed for the Facility.

[tem 25.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEDRES
Monitoring Description:
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Measurements must be made daily of treeateach fuel
fired. The gross heat content and ash conteradf &uel
fired must be determined at least once each weeke
case of stationary combustion installations prauyc
electricity for sale, the average electrical otigmd

the hourly generation rate must also be measured.

Data collected pursuant to this Subpart must beldéted
and summarized in a form acceptable to the Depautirand
must be retained for at least five years. The owhea

Title V facility must furnish to the Departmentcéu
records and summaries, on a semiannual calendas; ba
within 30 days after the end of the semiannuabger

All other facility owners or distributors must sutb

these records and summaries upon request of the
Department.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MONDRING
DESCRIPTION
Reporting Requirements: AS REQUIRED - SEE MONITORIRESCRIPTION

Condition 26: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 230.5 (a)

Item 26.1:
The Compliance Certification activity will be perfoed for the Facility.

Item 26.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: MONITORING OF PROCESS OR CONTROL
DEVICE PARAMETERS AS SURROGATE

Monitoring Description:
The owner and/or operator of any gasdlispensing site
must maintain records showing the sum of all gasol
deliveries during the previous 12 consecutive imant
This rolling total will be used to determine iktlnnual
throughput exceeds 120,000 gallons thereby makimgite
subject to the requirements of 230.2. The apjatgor
Stage | and Stage Il vapor collection systems ineish
place prior to any site exceeding the 120,00(galin
annual throughput. These records must be maimtahthe
site for a period of five years and be made abklto
Department representatives on request during Horma
business hours.

Parameter Monitored: GASOLINE

Upper Permit Limit: 120000 gallons per year

Monitoring Frequency: MONTHLY

Averaging Method: ANNUAL MAXIMUM ROLLED MONTHLY
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Page22 REVISE FOR EPA



New York State Department of Environmental Conservation
Per mit 1D: 8-5736-00004/00017 Facility DEC | D: 8573600004

Reporting Requirements: AS REQUIRED - SEE MONITORIRESCRIPTION

Condition 27: Compliance Certification
Effectivefor entire length of Permit

Applicable Federal Requirement:6 NYCRR 231-7.5

[tem 27.1:
The Compliance Certification activity will be perfoed for the facility:
The Compliance Certification applies to:

Emission Unit: G-00004

Regulated Contaminant(s):
CAS No: ONY075-00-5 PM-10

tem 27.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: INTERMITTENT EMISSION TESTING
Monitoring Description:
Total filterable particulate emissions (B shall not
exceed 151.7 tons per year on a 12 month roltitag t
basis, rolled monthly including all startups, stawns,
malfunctions and upsets. This limitis BACT unéert
231-7.6.

In the event that during compliance performansértg it
would be determined that the Permittee cannot theet
151.7 tpy limit firing natural gas and/or co-figin

natural gas and biomass, the NYSDEC may adjust eac
emission limit upward at a level not to exceed two
standard deviations above the mean (which isvbeage
of the three stack test runs of no less than X-hou
sampling period for each test run). The new adfjst
annual limit of total PM10 emission limits canmoiceed
205 tpy. The new limits can only be establisheselbaon
the NYSDEC'’s and EPA'’s review of the performance
compliance testing data. The exceedance of theOR it
of 205 tpy that may occur during the initial comapte
performance testing shall not be considered vanatof
the permit conditions.

Any adjustment to the PM10 emission limit for Unit
G-00004, made in accordance with the provisiorth®f
previous paragraph, will be considered an admatise
amendment as defined at 6 NYCRR 201-6.6(b) andulgect
to the requirements for modifications of 6 NYCRR
201-6.6(c) or (d), 6 NYCRR Part 621 or 6 NYCRRtPar
231-11.

Upper Permit Limit: 151.7 tons per year
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Reference Test Method: 40 cfr 60 App B and F
Monitoring Frequency: ANNUALLY

Averaging Method: ANNUAL TOTAL ROLLED MONTHLY
Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
Reports due 30 days after the reporting period.
Subsequent reports are due every 6 calendar manth(s

Condition 28: Compliance Certification
Effectivefor entire length of Permit

Applicable Federal Requirement:6 NYCRR 231-7.5

tem 28.1:
The Compliance Certification activity will be perfoed for the Facility.

Regulated Contaminant(s):
CAS No: ONY750-00-0 CARBON DIOXIDE EQUIVALENTS

Item 28.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: MONITORING OF PROCESS OR CONTROL
DEVICE PARAMETERS AS SURROGATE
Monitoring Description:
Facility-wide greenhouse gas emissiondianited to
53,788.1 tons of CO2e per 30-day rolling averddpgs
facility wide limit includes the CO2e emissionstin
Boiler #6, emergency diesel generator, emergeiesed
fire pump, and natural gas heater.

For calculating the actual tons of CO2e from Bio#6,

the Permittee shall use the procedures set fodl ICFR
Part 98 to determine resulting GHG emissions @2€&)
based on the combination of measured by CEMS CG&sens
and calculated CO2e of CH4 and N20. For the p@pos
showing compliance with the GHG BACT emission tanthe
CH4 and N20O emission factors listed in 40 CFR D&t
Tables C-1 and C-2, and the global warming pcénti
factors listed in 40 CFR Part 98, subpart A, Table

shall be used. The actual CO2e from the emergdiese|
generator, emergency diesel fire pump, and nagasl
heater shall be calculated as specified elsewhehés
permit.

Parameter Monitored: CARBON DIOXIDE EQUIVALENTS
Upper Permit Limit: 53788.1 tons

Monitoring Frequency: MONTHLY

Averaging Method: 30-DAY ROLLING AVERAGE
Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
Reports due 30 days after the reporting period.
Subsequent reports are due every 6 calendar manth(s

Air Pollution Control Permit Conditions
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Condition 29: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 231-7.5

[tem 29.1:
The Compliance Certification activity will be perfoed for the Facility.

Regulated Contaminant(s):
CAS No: ONY210-00-0  OXIDES OF NITROGEN

Iltem 29.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: MONITORING OF PROCESS OR CONTROL
DEVICE PARAMETERS AS SURROGATE
Monitoring Description:
Facility-wide NOXx is limited to no moreath 153.8 tons
per 12-month rolling total. This facility widentit
includes the NOx emissions from Boiler #6, emecgen
diesel generator, emergency diesel fire pump nataral
gas heater.

Parameter Monitored: OXIDES OF NITROGEN

Upper Permit Limit: 153.8 tons per year

Reference Test Method: 40 CFR 60 App A

Monitoring Frequency: MONTHLY

Averaging Method: ANNUAL TOTAL ROLLED MONTHLY
Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
Reports due 30 days after the reporting period.
Subsequent reports are due every 6 calendar manth(s

Condition 30: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 231-7.5

[tem 30.1:
The Compliance Certification activity will be perfoed for the Facility.

Regulated Contaminant(s):
CAS No: ONY750-00-0 CARBON DIOXIDE EQUIVALENTS

Item 30.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: MONITORING OF PROCESS OR CONTROL
DEVICE PARAMETERS AS SURROGATE
Monitoring Description:
Facility-wide greenhouse gas emissiondianited to
53,788.1 tons of CO2e per 30-day rolling averddpgs
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facility wide limit includes the CO2e emissionstin
Boiler #6, emergency diesel generator, emergeigset
fire pump, and natural gas heater.

For calculating the actual tons of CO2e from Bio#6,

the Permittee shall use the procedures set fodld ICFR
Part 98 to determine resulting GHG emissions @2€&)
based on the combination of measured by CEMS CG&sens
and calculated CO2e of CH4 and N20. For the papos
showing compliance with the GHG BACT emission tenihe
CH4 and N20O emission factors listed in 40 CFR D&t
Tables C-1 and C-2, and the global warming paénti
factors listed in 40 CFR Part 98, subpart A, Table

shall be used. The actual CO2e from the emergaiesg|
generator, emergency diesel fire pump, and nagasl
heater shall be calculated as specified elsewhehés
permit.

Parameter Monitored: CARBON DIOXIDE EQUIVALENTS
Upper Permit Limit: 641878 tons per year

Monitoring Frequency: MONTHLY

Averaging Method: ANNUAL TOTAL ROLLED MONTHLY
Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
Reports due 30 days after the reporting period.
Subsequent reports are due every 6 calendar manth(s

Condition 31: General Provisions
Effectivefor entire length of Permit

Applicable Federal Requirement:40CFR 63, Subpart A

[tem 31.1:

This emission source is subject to the applicaldeipions of 40 CFR 63 Subpart A. The
facility owner is responsible for complying witH applicable technical, administrative and
reporting requirements.

Condition 32: Compliance and Enfor cement
Effectivefor entirelength of Permit

Applicable Federal Requirement:40CFR 63, Subpart ZZZ7Z

Iltem 32.1:
This Condition applies to:

Emission Unit: GXEMPT
Process: DFP

Emission Unit: GXEMPT
Process: EGN

Air Pollution Control Permit Conditions
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[tem 32.2:

The Department has not accepted delegation of 40 [Edt 63 Subpart ZZZZ. Any questions
concerning compliance and/or enforcement of thasilagion should be referred to USEPA
Region 2, 290 Broadway, 21st Floor, New York, NYOQ®-1866; (212) 637-4080. Should the
Department decide to accept delegation of 40 CRR@3aSubpart ZZZZ during the term of this
permit, enforcement of this regulation will revirtthe Department as of the effective date of
delegation.

Condition 33: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:40CFR 63, Subpart ZZZZ

[tem 33.1:
The Compliance Certification activity will be perfoed for the Facility.

tem 33.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
This requirement applies to Emission BHKEMPT,
Process EGN and DFP

Facilities that have reciprocating internal contlmuns
engines must comply with applicable portions ofCKR 63
subpart ZZZZ. The facility is required to complith the
following conditions for the Emergency Generatod ¢he
Diesel Fire Pump:

The existing emergency generator is comprised of a
compression ignition (Cl) stationary reciprocating
internal combustion engine fired by Ultralow SulRiesel
(ULSD) fuel oil # 2, rated at 375 horsepower hour
(HP).

The existing emergency diesel fire pump engine is
comprised of a compression ignition (Cl) statignar
reciprocating internal combustion engine firedySD
fuel oil # 2 and rated at 276 HP.

The Permittee shall comply with the definition of
emergency stationary RICE in 40 CFR 63.6675 aad th
following provisions:

l. Compliance Date:

The compliance date for the two existing engihdsy 3,
2013.

Air Pollution Control Permit Conditions
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[40 CFR 63.6595 (a)]

Il. General Requirements for Complying with Sulipar
77727

1. The Permittee must be in compliance with thession
limitations, operating limitations and other applble
requirements of Subpart ZZZZ at all times. [40 (336605

(@)]

2. At all times, the Permittee must operate anthta@
any affected source, including associated aiugioth
control equipment and monitoring equipment, inanner
consistent with safety and good air pollution coint
practices for minimizing emissions. The generay do
minimize emissions does not require the facilityrtake
any further efforts to reduce emissions if levelguired
by this standard have been achieved. Determinafion
whether such operation and maintenance proceduees
being used will be based on information availdablEPA
Region 2 which may include, but is not limited to,
monitoring results, review of operation and maiatgce
procedures, review of operation and maintenanuerds,
and inspection of the source. [40 CFR 63.6605

(b)]

Il. Emission Limitations, Management Practiced &ther
Requirements:

1. The Permittee shall comply with the following
requirements of 40 CFR 63.6602 and Table 2c, @edtiof
Subpart 2Z7Z:

The requirements a through ¢ must be met atnadgj
except during periods of startup.

a. Change the oil and filter every 500 hours afrafion
or annually, whichever comes first. The Permitias the

option to utilize an oil analysis program as dixstd in

63.6625(i) in order to extend the specified oéuehe
requirements.

b. Inspect the air cleaner every 1,000 hours efaton
or annually, whichever comes first, and replace as

necessary.

o Inspect all hoses and belts every 500 hours of

operation or annually, whichever comes first, eajalace
as necessary.

d. The Permittee must minimize the engine’s tipens at
idle during startup and minimize the engine’stsatime
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at startup to a period needed for appropriatesaifel
loading of the engine, not to exceed 30 minuttey af
which time the emission standards applicablelttraés
other than startup apply. [40 CFR 63.6625(h)]

e. If the engine is operating during an emergemzy it
is not possible to shut down the engine in order t
perform the management practice requirementsen th
schedules required in Table 2c of Subpart ZZZ4f or
performing the management practice on the required
schedules would otherwise pose an unacceptaklemder
federal, state or local law, the management presttan
be delayed until the emergency is over or the ceptable
risk under federal, state, or local law has aharée
management practice shall be performed as sopaszsible
after the emergency has ended or the unacceptsbleas
abated. The Permittee shall report any failuneeidorm
the management practice on the schedule requitha
federal, state, or local law under which the rigls
deemed unacceptable.

2. Operate and maintain the engines and afteintiezd
control device (if any) according to the manufiaet’s
emission-related operation and maintenance inging;

or develop and follow your its own maintenancanpivhich

must provide to the extent practicable for thentgaiance

and operation of the engine in a manner consistiht

good pollution control practices for minimizing ssions.

[40 CFR 63.6625 (e)]

3. Install a non-resettable hour meter if oneois n
already installed. [40 CFR 63.6625 (f)]

4, The Permittee may utilize an oil analysis paogiin
order to extend the oil change requirements sipelcif

63.602 (a) and Table 2c. The oil analysis must be
performed as specified in 63.6625 (i).

5. The Permittee must demonstrate continuous ¢angd
with the each applicable operating limitation iable 2c

in accordance to methods specified in Table 6 JBER

63.6640 (a)]

6. If the Permittee does not operate the enginerding
to the requirements in 63.6640(f) (1) though 4f), then

the engine will not be considered an emergencineng

under Subpart ZZZ7 and must meet all requireniemts
non-emergency engines. [40 CFR 63.6640 ()]

The engine may be operated for maintenance clauks
readiness testing, provided that the tests ammeended
by federal, state or local government, the mariufac,
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the vendor, the regional transmission authority or
equivalent balancing authority and transmissioerafor,
or the insurance company associated with the engine
Permittee may petition the Administrator for apgoof
additional hours to be used for maintenance cha#ls
readiness testing, but a petition is not requiir &k
Permittee maintains records indicating that feljer
state, or local standards require maintenanceestithg

of the engine beyond 100 hours per calendar {#&ICFR
63.6640 (f) (2) ()]

V. Fuel Requirements

Pursuant to 40 CFR 63.6604(b) the following thenitee
shall comply with the following fuel
requirements:

Beginning January 1, 2015, emergency enginesibat all
the following conditions must use diesel fuel thretets

the requirements in 40 CFR 80.510(b) for nonroadal
fuel, except that any existing diesel fuel purebgrior

to January 1, 2015 may be used until depleted.

. Greater than 100 brake HP;
. Displacement of less than 30 liters per
cylinder;

. Operates for the purposes specified in 63.6640
(DA

The diesel fuel requirements of 40 CFR 80.510(b)as
follows: (1) Sulfur content of 15 ppm maximum; ai2) A
minimum cetane index of 40, or a maximum aromeictent

of 35 volume percent.

V. Recordkeeping Requirements
The Permittee shall keep records showing:

1. The Permittee must keep the records requirdalite 6
of Subpart ZZZ7 to show continuous compliance \eitith
applicable emission or operating limitation in@BR Part

63, Subpart ZzZZZ. [40 CFR 63.6655 (a) and (d)]

2. If applicable, the parameters that are analgaeplart
of the oil analysis program, the results of thalygsis,
and the oil changes for the engine.[40CFR 63.6655

()]

3. The hours of operation of the engine thatéered
through the non-resettable hour meter. The Parenittust
document how many hours are spent for emergenesatpn,
including what classified the operation as emergenhe
Permittee must keep records of the notificatiothef
emergency situation, and the date, start timeesad
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time of the engine operation for these purpos@<JBER
63.6655 (f)]

4, The records must be in a form suitable andilsead
available for expeditious review. [40 CFR 63.66&pand
40 CFR 63.10 (b) (1)]

5. The Permittee must keep each record for 5 years
following the date of each occurrence, measurgment
maintenance, corrective action, report, or recpid CFR
63.6660 (b) and 40 CFR 63.10 (b) (1)]

6. The Permittee must keep each record readilysadae
in hard copy or electronic form on site at therseuor

5 years after the date of each occurrence, maasutg
maintenance, corrective action, report, or record,

according to 63.10 (b)(1). [40 CFR63.6660 (c) 4adCFR

63.10 (b) (1)]

VI. Reporting Requirements

The Permittee must report to EPA Region 2 eadhrieg in
which it did not meet each applicable emissiontétion

or operating limitation in Table 2c. These insemare
deviations from the emission and operating lirfota in
this subpart. These deviations must be report&P#l
Region 2 according to the requirements in 63.668DCFR
63.6640 (b)]

40 CFR 63 Subpart A-General Provisions

The Permittee shall comply with all applicablepsmns
of 40 CFR Subpart A as outlined in Table 8 of 4R®3
Subpart 2777.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMNIRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 34: M andatory greenhouse gasreporting
Effectivefor entirelength of Permit

Applicable Federal Requirement:40 CFR Part 98

[tem 34.1:

40 CFR Part 98 establishes mandatory greenhoug&g#s) reporting requirements for owners
and operators of certain facilities that directiyieGHG as well as for certain fossil fuel
suppliers and industrial GHG suppliers. For supplithe GHGs reported are the quantity that
would be emitted from combustion or use of the potsl supplied.
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Owners and operators of facilities and supplieas$ #ine subject to 40 CFR Part 98 must follow
the requirements of subpart A and all applicablepsauts of 40 CFR Part 98. If a conflict exists
between a provision in subpart A and any otherieglple subpart, the requirements of the
applicable subpart shall take precedence.

**** Emission Unit Level ****

Condition 35: Emission Point Definition By Emission Unit

Effectivefor entirelength of Permit
Applicable Federal Requirement:6 NYCRR Subpart 201-6

[tem 35.1:
The following emission points are included in thexmit for the cited Emission Unit:
Emission Unit:  G-00004

Emission Point: 00004

Height (ft.): 227 Diameter (in.): 156

NYTMN (km.): 4727.002 NYTME (km.): 340.321  BuildinBOILER
Item 35.2:
The following emission points are included in thexymit for the cited Emission Unit:
Emission Unit:  G-00005
Emission Point: 00005

Height (ft.): 23 Diameter (in.): 64

NYTMN (km.): 4727.002 NYTME (km.): 340.321  BuildimHMILL
[tem 35.3:
The following emission points are included in thexmit for the cited Emission Unit:
Emission Unit:  G-FABAH
Emission Point: 00009
Height (ft.): Length (in.): Width (in.):
NYTMN (km.): 4727.025 NYTME (km.): 340.346
Emission Point: 00010
Height (ft.): Length (in.): Width (in.):
NYTMN (km.): 4727.025 NYTME (km.): 340.346
Emission Point: 00011
Height (ft.): Length (in.): Width (in.):
NYTMN (km.): 4727.025 NYTME (km.): 340.346
Emission Point: 00012
Height (ft.): Length (in.): Width (in.):
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NYTMN (km.): 4727.025

Emission Point: 00013

Height (ft.): Length (in.):

NYTMN (km.): 4727.025

Emission Point: 00014

Height (ft.): Length (in.):

NYTMN (km.): 4727.025

Emission Point: 00015

Height (ft.): Length (in.):

NYTMN (km.): 4727.025

Emission Point: 00016

Height (ft.): Length (in.):

NYTMN (km.): 4727.025

Emission Point: 00018

Height (ft.): Length (in.):

NYTMN (km.): 4727.025

Emission Point: 00019

Height (ft.): Length (in.):

NYTMN (km.): 4727.025

Emission Point: 00020

Height (ft.): Length (in.):

NYTMN (km.): 4727.025

New York State Department of Environmental Conservation
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NYTME (km.): 340.346

Width (in.):
NYTME (km.): 340.346

Width (in.):
NYTME (km.): 340.346

Width (in.):
NYTME (km.): 340.346

Width (in.):
NYTME (km.): 340.346

Width (in.):
NYTME (km.): 340.346

Width (in.):
NYTME (km.): 340.346

Width (in.):
NYTME (km.): 340.346

Item 35.4:

The following emission points are included in thexmit for the cited Emission Unit:

Emission Unit: G-FUGTV

Emission Point: 00017
Height (ft.): Length (in.): Width (in.):
NYTMN (km.): 4727.025 NYTME (km.): 340.346

Condition 36: Process Definition By Emission Unit

Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR Subpart 201-6
Item 36.1:

This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit:  G-00004

Process: P65

Process Description:
Combustion of 100% natural gas.

Source Classification Cd¥t-009-03
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Nitrogen oxides emissions are controlled throdmghuse

of a combination of advanced low NOX firing sys(AiriNFS),
closed-coupled overfire air and staged overfire ai
combustion practices in conjunction with selective
non-catalytic reduction (SNCR) and selective gaital
reduction (SCR). Particulate matter emissions are
controlled by a baghouse when co-firing natural gad up
to 19% biomass. The SNCR and SCR shall be opesatait
times, except during startup and shutdown perasds
specified elsewhere in this permit. Emissiongsitvtbgen
oxides are measured by the continuous emissiongeoniag
system (CEMS) on emission point 00004.

Emission Source/Control: B0006 - Comimurst
Design Capacity: 1,117 million Btu pe&uhn

Emission Source/Control: LNBO6 - Control
Control Type: LOW NOx BURNER

Emission Source/Control: NCRO06 - Control
Control Type: SELECTIVE NON-CATALYTIC REDCTTION
(SNCR)

Emission Source/Control: OFAO06 - Control
Control Type: OVERFIRE AIR

Emission Source/Control: SCRO06 - Control
Control Type: SELECTIVE CATALYTIC REDUCTI® (SCR)

Item 36.2:
This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit:  G-00004

Process: P75 Source Classification Cel¥t-009-03

Process Description:
Combustion of a mixture of natural gag] biomass
[unadulterated wood, including kiln-dried wooddan
resinated wood (e.g. particle board)]. The qupwit
biomass present in the mixture shall not excelgdt 9%
on an hourly heat rate basis; and 2) 15 % on anan
heat input basis. The combustion of resinated wood
requires the issuance of a case-specific Benkfisa
Determination under 6 NYCRR Part 360-1.15.

Nitrogen oxides emissions are controlled throdmghuse

of a combination of advanced low NOX firing sys(AlriNFS),
closed-coupled overfire air and staged overfire ai
combustion practices in conjunction with selective
non-catalytic reduction (SNCR) and selective gaital
reduction (SCR). The SNCR and SCR shall be opérait
all times, except during startup and shutdownquisrias
specified elsewhere in this permit. Particulasdtar
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emissions are controlled by a baghouse when owfir
natural gas and biomass. Emissions of nitrogéhesxare
measured by the continuous emissions monitoriatesy
(CEMS) on emission point 00004.

Emission Source/Control: B0006 - Comimurst
Design Capacity: 1,117 million Btu pe&uhn

Emission Source/Control: BAGO06 - Control
Control Type: FABRIC FILTER

Emission Source/Control: LNBOG6 - Control
Control Type: LOW NOx BURNER

Emission Source/Control: NCRO06 - Control
Control Type: SELECTIVE NON-CATALYTIC REDCTION
(SNCR)

Emission Source/Control: OFAO06 - Control
Control Type: OVERFIRE AIR

Emission Source/Control: SCRO06 - Control
Control Type: SELECTIVE CATALYTIC REDUCTI® (SCR)

Item 36.3:

This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit: G-00005

Process: BIO Source Classification C&@185-103-99
Process Description: Biomass handlingas® and processing.

Emission Source/Control: WPILE - Process

Item 36.4:

This permit authorizes the following regulated @sses for the cited Emission Unit:

Emission Unit:  G-00005
Process: MIS Source Classification C@389-999-99
Process Description:

General process emission sources assdaigite Biomass

(wood) handling and processing.

Emission Source/Control: BAGO08 - Control
Control Type: FABRIC FILTER

Emission Source/Control: HMILL - Process

Item 36.5:

This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit: G-00008
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Process: P8U Source Classification C8e#9-999-99
Process Description: Aqueous urea system

Emission Source/Control: TNKO8 - Process

Item 36.6:

This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit: G-FABAH
Process: FBA Source Classification C&165-102-99
Process Description: Fly ash and bottomhasdling.

Emission Source/Control: BAG10 - Control
Control Type: FABRIC FILTER

Emission Source/Control: BAG11 - Control
Control Type: FABRIC FILTER

Emission Source/Control: BINO1 - Control
Control Type: FABRIC FILTER

Emission Source/Control: BINO2 - Control
Control Type: FABRIC FILTER

Emission Source/Control: BINO3 - Control
Control Type: FABRIC FILTER

Emission Source/Control: BINO4 - Control
Control Type: FABRIC FILTER

Emission Source/Control: BINO5 - Control
Control Type: FABRIC FILTER

Emission Source/Control: BIN10 - Control
Control Type: FABRIC FILTER

Emission Source/Control: BIN11 - Control
Control Type: FABRIC FILTER

Emission Source/Control: BIN12 - Control
Control Type: FABRIC FILTER

Emission Source/Control: BIN13 - Control
Control Type: FABRIC FILTER

Emission Source/Control: BIN14 - Control
Control Type: FABRIC FILTER

Emission Source/Control: VEN11 - Control
Control Type: FABRIC FILTER

Emission Source/Control: VEN12 - Control
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Control Type: FABRIC FILTER

Emission Source/Control: VEN10 - Process
Emission Source/Control: VENT1 - Process
Emission Source/Control: VENT2 - Process
Emission Source/Control: VENTS3 - Process
Emission Source/Control: VENT4 - Process
Emission Source/Control: VENTS - Process
Emission Source/Control: VENT6 - Process
Emission Source/Control: VENT7 - Process
Emission Source/Control: VENTS - Process
Emission Source/Control: VENT9 - Process

Item 36.7:
This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit: G-FUGTV
Process: FUG Source Classification C3¢/@9-999-99
Process Description: Miscellaneous fugisources.

Emission Source/Control: FUGO1 - Process

Item 36.8:
This permit authorizes the following regulated @sses for the cited Emission Unit:

Emission Unit: G-XEMPT
Process: DFP Source Classification C2eg2-001-02
Process Description: Diesel fire pump

Emission Source/Control: DFPO01 - Comioust

Item 36.9:
This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit: G-XEMPT

Process: EGN Source Classification C@el@2-001-02
Process Description: Emergency Generator

Emission Source/Control: GENO1 - Comimunst

Item 36.10:
This permit authorizes the following regulated @sses for the cited Emission Unit:
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Emission Unit: G-XEMPT
Process: NGH Source Classification Cdd@5-001-06
Process Description: Natural gas heater

Emission Source/Control: NGHO1 - Comlmrst

Condition 37: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR Subpart 201-6

[tem 37.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

Regulated Contaminant(s):
CAS No: ONY998-00-0 VOC

[tem 37.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: INTERMITTENT EMISSION TESTING
Monitoring Description:
The Permittee is avoiding applicabilityhdn Attainment
regulations to the VOC emissions resulting from th
facility because the potential to emit of VOC (iding
formaldehyde) was estimated to be less than 50 tpy

To demonstrate that the actual VOC emissionsu(iiag
formaldehyde emissions) would not exceed the NSR
applicability threshold, the Permittee shall coctdan

initial compliance performance within 180 dayd o
beginning of commercial production of power to ififs

the VOC and formaldehyde emissions. Subsequenplémae
performance testing shall be conducted on an annua
basis.

For the purposes of this permit “beginning ofialit
commercial production of power” shall mean thstftime
when Unit #4 (which is the combination of the &rig
turbine steam generator and Boiler #6) achieves th
initial minimum operating load of 40 Megawatts.

Upper Permit Limit: 49 tons per year

Reference Test Method: 40 CFR 60 App A

Monitoring Frequency: ANNUALLY

Averaging Method: ANNUAL TOTAL

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
Reports due 30 days after the reporting period.
Subsequent reports are due every 6 calendar manth(s
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Condition 38: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 227-1.3 (a)

[tem 38.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

Iltem 38.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: MONITORING OF PROCESS OR CONTROL
DEVICE PARAMETERS AS SURROGATE
Monitoring Description:
No owner or operator of a combustionaltation shall
emit greater than 20 percent opacity except fer gix
minute period per hour, not to exceed 27 perdmated
upon the six minute average utilizing a continuopacity
monitor (COM).

Parameter Monitored: OPACITY

Upper Permit Limit: 20 percent

Monitoring Frequency: CONTINUOUS

Averaging Method: 6 MINUTE AVERAGE

Reporting Requirements: QUARTERLY (CALENDAR)
Reports due 60 days after the reporting period.
Subsequent reports are due every 3 calendar manth(s

Condition 39: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 231-5.4

Iltem 39.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

Regulated Contaminant(s):
CAS No: ONY210-00-0  OXIDES OF NITROGEN

[tem 39.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: CONTINUOUS EMISSION MONITORING (Q#)
Monitoring Description:
NOx Emissions from Startup (SU) and shutd@¢SD) events
shall be limited to 804.24 pounds per SU or SDheuaetil
such time that fifteen startups and fifteen shwtof
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Emission Unit G-00004 have occurred. Startup (8U)
defined as the period beginning with the initighfy of
Unit G-00004 on natural gas and ending at the vitnen
the Unit has achieved minimum generating loadthad
required air pollution control equipment is op&naal.
Shutdown (SD) is defined as any planned cessafion
electricity generation while firing natural gas

only.

The SU/SD Plan shall include the following minimum
information:

1. The duration of each startup and each shutaent
shall not exceed 12 hours.

2. During startup and shutdown, the Permittee
shall:

a. Minimize the emissions by: 1) operating and
maintaining Boiler # 6 and associated air pollutio
control equipment in accordance with good combuastind
air pollution control practices, safe operatinggtices,
and protection of the facility; and 2) implemerdatof
operations and maintenance practices comprised of
maintaining a high level of operation time.

b. Operate continuous emission monitoring sygteemMS),
continuous opacity monitoring system, and othettiooous
monitoring systems and devices required by this
permit.

c. Unless otherwise specified in this permit, pbmvith
all emissions and opacity limits applicable dunmaymal
operation.

3. The Facility shall record:

a. The time, date, and duration in hours and
minutes;

b. The heat input rate (MMBtu/hr) of Boiler #Hat
shall be determined based on the actual natusal ga
consumption and the fuel's heating value (MMBti)/st
1,020E-06 MMBtu/scf.

Within 30 days of completing the required numbes0 and
SD events Greenidge shall submit to the Departiaent
revised SU/SD Plan that includes a revised NO>ssian
limit in pounds per event during startup and sbwtal

along with a table that summarizes the NOx emisditta
from each event and the minimum generating load
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recorded.

The SU/SD Plan will establish the facility’s loterm
minimum electrical generation in Megawatts (MWjntil
such time that the Revised SU/SD Plan has beeglajed
and submitted to the Department for review and @y,
the minimum generating load will be set at 30 M¥8({
MMBtu/hr). The SU/SD NOx emission limit will bevised
only if the supporting data indicates that a highmait

is needed. In no event will the revised SU/SDegemt
limit exceed 1,072.3 Ib/event.

Manufacturer Name/Model Number: Continuous Emis$immitor

Upper Permit Limit: 804.24 pounds per event

Reference Test Method: 40 CFR 60 App A

Monitoring Frequency: CONTINUOUS

Averaging Method: AVERAGING METHOD - SEE MONITORING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 40: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 231-5.4

[tem 40.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

Regulated Contaminant(s):
CAS No: ONY210-00-0  OXIDES OF NITROGEN

Item 40.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: CONTINUOUS EMISSION MONITORING (Q&)
Monitoring Description:
NOx emissions shall not exceed 146.8 toma 12-month
rolling total, rolled monthly, including all stas,
shutdowns, malfunctions and equipment and progessts.
This limit will satisfy LAER regulatory requiremenand
be demonstrated through use of NOx CEMS. Thig ligni
based on 0.03 Ib/MMBtu of NOx based on a 12-mooling
average.

Manufacturer Name/Model Number: Continuous Emis$immitor
Upper Permit Limit: 146.8 tons per year

Reference Test Method: 40 CFR 60 App B and F

Monitoring Frequency: CONTINUOUS
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Averaging Method: ANNUAL TOTAL ROLLED MONTHLY
Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
Reports due 30 days after the reporting period.
Subsequent reports are due every 6 calendar manth(s

Condition 41: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 231-5.4

Item 41.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

Regulated Contaminant(s):
CAS No: ONY210-00-0  OXIDES OF NITROGEN

[tem 41.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
During approximately the first 180 opemgtdays (the
"commissioning phase") the facility will continue
operation of the existing SCR catalyst in operatibthe
time of plant protective layup (3/18/11). This hgiérve
as a sacrificial NOx control device to allow resiticoal
fly ash to be purged from the system. When the
commissioning phase is complete the facility wiitall
new SCR catalyst and will notify the Departmerttwa 30
days of the date of installation of the new
catalyst.

During the commissioning phase, which could beoughe
first 180 operating days the facility shall: 1rgfi

Boiler #6 only on natural gas; 2) comply with ti@&x, CO,
PM, PM10, PM2.5, and GHG emissions limits exprdsse
Ib/MMBTU and Ib of pollutant per startup and shutich
event specified in this permit; 3) comply with thegacity
limits specified in this permit; 4) use all CEMB8d&aCOM
specified in this permit.; and 5) use the partitail
emissions controls at the facility, including Inot

limited to the fabric filter for Boiler #6, to delt

and control the potential particulates and soat tiray
result during purging of the existing SCR system

Monitoring Frequency: AS REQUIRED - SEE PERMIT MONDRING
DESCRIPTION
Reporting Requirements: AS REQUIRED - SEE MONITORIRESCRIPTION
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Condition 42: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 231-7.5

[tem 42.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

Regulated Contaminant(s):
CAS No: 000124-38-9 CARBON DIOXIDE

Item 42.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: CONTINUOUS EMISSION MONITORING (Q#)
Monitoring Description:
Carbon Dioxide emissions shall not exce@&®?2 Ib per
event during each Startup and Shutdown event ihihg
natural gas only or co-firing natural gas andaft9%
biomass. Compliance with this limit shall be destoated
by a CO2 Continuous Emission Monitoring System NS}

Manufacturer Name/Model Number: Continuous Emis$immitor

Upper Permit Limit: 1562 pounds per event

Reference Test Method: 40 CFR 60 App A

Monitoring Frequency: CONTINUOUS

Averaging Method: MAXIMUM - NOT TO BE EXCEEDED PER
OCCURRENCE

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 43: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 231-7.5

[tem 43.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

Regulated Contaminant(s):
CAS No: ONY750-00-0 CARBON DIOXIDE EQUIVALENTS

Iltem 43.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:

Air Pollution Control Permit Conditions
Page43 REVISE FOR EPA



New York State Department of Environmental Conservation

Permit 1D: 8-5736-00004/00017 Facility DEC I D: 8573600004

The facility will develop and implement.aak Detection
and Repair (LDAR) Program for the above groungding on
the facility property to minimize fugitive Greenise
Gases (GHGs) from the natural gas pipeline system.
Additionally, the facility will conduct a one-tinténergy
Assessment (EA) following the procedures specified0
CFR Part 63 Subpart DDDDD, Table 3. The EAwdl b
performed within one year of facility commissiogiand
the report will be maintained on site for Deparntine
review upon request. Greenidge will continuoumsbnitor
and minimize, to the extent practicable, its etati
parasitic load.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MONDRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar mhnth(s

Condition 44: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 231-7.5

Item 44.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

Regulated Contaminant(s):
CAS No: 000124-38-9 CARBON DIOXIDE

tem 44.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: CONTINUOUS EMISSION MONITORING (Q#)

Monitoring Description:
Carbon Dioxide emissions shall not exckg0.17 Ib/MMBtu
biomass on a 1-hour block average basis whiledfiri
natural gas only or co-firing natural gas andaf9%
biomass during steady state operating conditions.
Compliance with this limit shall be demonstratgoabCO2
Continuous Emission Monitoring System (CEMS).

Manufacturer Name/Model Number: Continuous Emisgimmitor

Upper Permit Limit: 130.17 pounds per million Btu

Reference Test Method: 40 CFR 60 App A

Monitoring Frequency: CONTINUOUS

Averaging Method: AVERAGING METHOD - SEE MONITORING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.
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Subsequent reports are due every 6 calendar manth(s

Condition 45: Compliance Certification
Effectivefor entire length of Permit

Applicable Federal Requirement:6 NYCRR 231-7.6

[tem 45.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

Regulated Contaminant(s):
CAS No: ONY075-00-0  PARTICULATES

Item 45.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: INTERMITTENT EMISSION TESTING

Monitoring Description:
Total filterable particulate emissionslkhat exceed
48.9 tons per 12-month rolling total, rolled mdpth
including all startups, shutdowns, malfunctiond an
upsets. This limit is BACT under Part 231-7.6.ekfan
initial stack test (comprised of 3 test runs of legs
than 1-hour sampling period per test run) to destrate
compliance, within 180 days of the beginning ahoeercial
production of power, repeat stack testing willkbguired
annually thereafter.

For the purposes of this permit “beginning of coenomal
production of power” shall mean the first time tUd
(which is the combination of the existing turbsteam
generator and Boiler #6) achieves minimum opegdtiad
of 40 Megawatts.

Upper Permit Limit: 48.9 tons per year

Reference Test Method: 40 CFR 60 App AM 5
Monitoring Frequency: ANNUALLY

Averaging Method: ANNUAL TOTAL ROLLED MONTHLY
Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
Reports due 30 days after the reporting period.
Subsequent reports are due every 6 calendar manth(s

Condition 46: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 231-7.6

Iltem 46.1:
The Compliance Certification activity will be perfoed for:
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Emission Unit: G-00004

Regulated Contaminant(s):
CAS No: 000630-08-0 CARBON MONOXIDE

Item 46.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: CONTINUOUS EMISSION MONITORING (Q&)
Monitoring Description:
A carbon monoxide emission limit of 46408s per year
on a 12-month rolling total, rolled monthly shalitlude
all startups, shutdowns, malfunctions and up3étis
limit is BACT under Part 231-7.6 and will be manid by
a CEMS. This CO tpy limit is based on a CO linfiDd95
Ib/MMBTU on a 12-month rolling average.

Manufacturer Name/Model Number: Continuous Emisgitamitor
Upper Permit Limit: 464.8 tons per year

Reference Test Method: 40 CFR 60 Appendix B and F
Monitoring Frequency: CONTINUOUS

Averaging Method: ANNUAL TOTAL ROLLED MONTHLY
Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 47: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:40CFR 63, Subpart DDDDD

[tem 47.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

Item 47.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: MONITORING OF PROCESS OR CONTROL
DEVICE PARAMETERS AS SURROGATE
Monitoring Description:
Pursuant to 40 CFR 63.7491(a), a natwsdfgjed EGU as
defined in 40 CFR Subpart UUUUU which fires atsie85%
natural gas on an annual heat input basis is exom
40 CFR 63 Subpart DDDDD. The facility shall maint
records which demonstrate that Unit G-00004 faeleast
85% natural gas on an annual heat input basiedardent
its status as a natural gas only unit.

Process Material: FUEL CONSUMPTION
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Parameter Monitored: HEAT INPUT

Lower Permit Limit: 85 percent

Monitoring Frequency: MONTHLY

Averaging Method: ANNUAL TOTAL ROLLED MONTHLY
Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
Reports due 30 days after the reporting period.
Subsequent reports are due every 6 calendar manth(s

Condition 48: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:40CFR 72.6(a)(1), Subpart A

[tem 48.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

Item 48.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
This facility is subject to the Title IV Rain
Regulations found in 40 CFR Parts 72, 73, 75,/76and
78. The Acid Rain Permit is attached to thisenl
facility operating permit.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMIRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 49: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:40CFR 75.10(a), Subpart B

Item 49.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

[tem 49.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
The owner or operator shall measure opacitl all SO2,
NOx, CO, NH3, and CO2 emissions for each affeat@tias
follows:
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(1) The owner or operator shall install, certify
operate, and maintain, in accordance with all the
requirements of this part, a SO2 CEMS and a flow
monitoring system with the automated data acdoisénd
handling system for measuring and recording SO2
concentration (in ppm), volumetric gas flow (irfffg¢cand
S02 mass emissions (in Ib/hr) discharged to the
atmosphere, except as provided in 8875.11 ands &nd
subpart E of this part;

(2) The owner or operator shall install, certify
operate, and maintain, in accordance with all the
requirements of this part, a NOx CEMS (consistihg NOx
pollutant concentration monitor and an O2 or CO2edht
gas monitor) with the automated data acquisitiwh a
handling system for measuring and recording NOx
concentration (in ppm), O2 or CO2 concentration (i
percent O2 or CO2) and NOx emission rate (in 1b/Btly)
discharged to the atmosphere. The owner or tpera
shall account for total NOx emissions, both NO AP,
either by monitoring for both NO and NO2 or by ritoring
for NO only and adjusting the emissions data toant
for NO2;

(3) The owner or operator shall install, certify
operate, and maintain, in accordance with all the
requirements of this part, a CO2 CEMS and a flow
monitoring system with the automated data acqoisénd
handling system for measuring and recording CO2
concentration (in ppm or percent), volumetric flas (in
scfh), and CO2 mass emissions (in tons/hr) diggthto
the atmosphere;

(4) The owner or operator shall install, certify
operate, and maintain, in accordance with all the
requirements in this part, a continuous opacityitaoing
system with the automated data acquisition and!en
system for measuring and recording the opacity of
emissions (in percent opacity) discharged to the
atmosphere;.

(5) The owner or operator shall install, certify,
operate, and maintain, in accordance with all the
requirements in this part, a continuous CO CEMS thie
automated data acquisition and handling system for
measuring and recording the CO emissions (in [bBiN
discharged to the atmosphere;

(6) The owner or operator shall install, certify,
operate, and maintain, in accordance with all the
requirements in this part, a continuous AmmoniBiNCEMS
with the automated data acquisition and handysgesn
for measuring and recording the NH3 emissiongfimvd @
3% 02) discharged to the atmosphere.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MONDRING
DESCRIPTION
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Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
Reports due 30 days after the reporting period.
Subsequent reports are due every 6 calendar manth(s

Condition 50: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:40CFR 75.10(b), Subpart B

Item 50.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

[tem 50.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES

Monitoring Description:
Primary Equipment Performance Requiremdrits owner or
operator shall ensure that each CEMS requirethibypart
meets the equipment, installation, and performance
specifications in Appendix A to this part; and is
maintained according to the quality assuranceqaadity
control procedures in Appendix B to this part; ahdll
record SO2 and NOx emissions in the appropriaits oh
measurement (i.e., Ib/hr for SO2 and Ib/mmBtuN@Xx).

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMNIRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 51: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:40CFR 75.10(c), Subpart B

[tem 51.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

Iltem 51.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
The Permittee shall install, calibratejntain, and
operate on a continuous basis monitoring systems o
devices for the following parameters:.
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a. Steam turbine's energy output in megawatts hou
(MW-hour) on an hourly basis.

b. The volume of natural gas consumed on an )Zbadis.

c. The amount of each type of biomass charged.

d. Actual heat input rate (MMBtu/hr), which shiad
determined as follows:

1. The actual heat input rate from natural gadl e
determined as the product of the actual measurediat of
natural gas consumed and the heating value spe difi
this permit.

2. The actual heat input from biomass shall lierdened
as the product of the actual (weighted) amouhiarhass
charged to the boiler, and the actual heatingevéle.,
heat content) of the biomass expressed as MMBiLiltbe
heating value (MMBtu/ton) of the biomass shall be
determined by the procedures contained in the Auaer
Society of Mechanical Engineers (ASME) Performahest,
or other procedures upon NYSDEC's approval.

3. The biomass charged to the boiler # 6 must laav
minimum heating value of 5,000 BTU/Ib.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMNIRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 52: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:40CFR 75.10(d), Subpart B

[tem 52.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

[tem 52.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
Primary equipment hourly operating requieats. The
owner or operator shall ensure that all continuous
emission and opacity monitoring systems requingethts
part are in operation and monitoring unit emission
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opacity at all times that the affected unit contbasy
fuel except as provided in §75.11(e) and duringpps of
calibration, quality assurance, or preventive neaiance,
performed pursuant to §75.21 and appendix B sffhit,
periods of repair, periods of backups of data fthen
data acquisition and handling system, or recediion
performed pursuant to §75.20. The owner or opesdtall
also ensure, subject to the exceptions aboveasn th
paragraph, that all continuous opacity monitosggtems
required by this part are in operation and moimtpr
opacity during the time following combustion wheans are
still operating, unless fan operation is not reegito

be included under any other applicable FederatgSor
local regulation, or permit. The owner or operasdoall
ensure that the following requirements are met:

(1) The owner or operator shall ensure that &€lMS
and component thereof is capable of completingrénmim
of one cycle of operation (sampling, analyzing] data
recording) for each successive 15-min intervak dtvner
or operator shall reduce all SO2 concentrations,
volumetric flow, SO2 mass emissions, SO2 emissata in
Ib/mmBtu (if applicable), CO2 concentration, O2
concentration, CO2 mass emissions (if applicaiN€x
concentration, NOx emission rate data, and NH3
concentration data collected by the monitors tarlyo
averages. Hourly averages shall be computed asilegst
one data point in each fifteen minute quadrarmrofiour,
where the unit combusted fuel during that quadofan
hour. Notwithstanding this requirement, an hoarrgrage
may be computed from at least two data pointsradpea by
a minimum of 15 minutes (where the unit operatesrfore
than one quadrant of an hour) if data are unavailas a
result of the performance of calibration, quality
assurance, or preventive maintenance activitiesupnt
to §75.21 and appendix B of this part, backupdat®
from the data acquisition and handling system, or
recertification, pursuant to §75.20. The owneoperator
shall use all valid measurements or data poirltsated
during an hour to calculate the hourly averagdisd#ta
points collected during an hour shall be, to tktermst
practicable, evenly spaced over the hour.

(2) The owner or operator shall ensure that each
continuous opacity monitoring system is capable of
completing a minimum of one cycle of sampling and
analyzing for each successive 10-sec period aacycie
of data recording for each successive 6-min pefibe
owner or operator shall reduce all opacity daté-oin
averages calculated in accordance with the pravisof
part 51, appendix M of this chapter, except wiieee
applicable State implementation plan or opergpiegnit
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requires a different averaging period, in whickecthe
State requirement shall satisfy this Acid RaingPam
requirement.

(3) Failure of an SO2, CO2 or O2 pollutant caricaion
monitor, flow monitor, NH3 or NOx CEMS, to acquites
minimum number of data points for calculation ofreourly
average in paragraph (d)(1) of this section, gleslllt
in the failure to obtain a valid hour of data ahd loss
of such component data for the entire hour. Arrligou
average NOx or SO2 emission rate in Ib/mmBtu ighanly
if the minimum number of data points are acqubrgdboth
the pollutant concentration monitor (NOx or SO@)l éhe
diluent monitor (CO2 or O2). Except for SO2 enussiate
data in Ib/mmBtu, if a valid hour of data is nbtained,
the owner or operator shall estimate and recolidséom
or flow data for the missing hour by means of the
automated data acquisition and handling system, in
accordance with the applicable procedure for migdata
substitution in subpart D of this part.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MONDRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 53: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:40CFR 75.13(a), Subpart B

[tem 53.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

[tem 53.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
The owner or operator shall meet the gdragerating
requirements in §75.10 for a CO2 and NH3 contisuou
emission monitoring system and flow monitoringteys for
each affected unit. The owner or operator shatiply
with the applicable provisions specified in §§7%4l)
through (e) or §75.16, except that the phrase “CO2
continuous emission monitoring system” and/or 3NH
continuous emission monitoring system" shall apptiher
than “SO2 continuous emission monitoring systetmg”
phrase “CO2 concentration” and/or "NH3 concentrati
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shall apply rather than “SO2 concentration,” tert
“maximum potential concentration of CO2” "maximum
potential concentration of NH3" shall apply rattiean
“maximum potential concentration of SO2,” and fiease
“CO2 mass emissions” and/or "NH3 mass emissionall s
apply rather than “SO2 mass emissions.”

Monitoring Frequency: AS REQUIRED - SEE PERMIT MONDRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar mhnth(s

Condition 54: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:40CFR 75.20, Subpart C

[tem 54.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

Item 54.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES

Monitoring Description:
Whenever the owner or operator makes lacement,
modification, or change in a certified continu@msission
monitoring system or continuous opacity monitoréygtem
that may significantly affect the ability of thgstem to
accurately measure or record the NH3, SO2 or CO2
concentration, stack gas volumetric flow rate, NOx
emission rate, NOx concentration, percent moisture
opacity, or to meet the requirements of §75.2appendix
B to this part, the owner or operator shall refyetthe
continuous emission monitoring system or contirsuou
opacity monitoring system, according to the praced in
this paragraph. Furthermore, whenever the owner or
operator makes a replacement, modification, ongbao
the flue gas handling system or the unit operatiai
may significantly change the flow or concentration
profile, the owner or operator shall recertify the
monitoring system according to the procedurehis t
paragraph. Examples of changes which require
recertification include: replacement of the anatyz
change in location or orientation of the sampfingbe or
site; and complete replacement of an existingicoatis
emission monitoring system or continuous opacity
monitoring system.
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Monitoring Frequency: AS REQUIRED - SEE PERMIT MONDRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 55: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:40CFR 75.64(a), Subpart G

Item 55.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

[tem 55.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
The designated representative for an &fteanit shall
electronically report the data and informationidaded
below to USEPA quarterly. Each report must berstibd
within 30 days of the end of each calendar quaintelr
shall include:

(1) The information and hourly data required inGRER
75.50 through 75.52 (or 75.54 through 75.56), wdiclg
descriptions of adjustments, corrective actiomwl, an
maintenance; information which is incompatiblehwit
electronic reporting (e.g., field data sheets, lab
analyses, quality control plan); opacity dateelisin 40
CFR 75.50(f) or 75.54(f); for units with SO2 or X@dd-on
emission controls that do not elect to use theapzul
site-specific parametric monitoring procedures for
calculation of substitute data, the informatiodhCFR
75.55(b)(3); and the information recorded undeCHR
75.56(a)(7) fro the period prior to January 1,

1996.

(2) Tons (rounded to the nearest tenth) of SO2tedhi
during the quarter and cumulative SO2 emissionthf®
calendar year.

(3) Average NOx emission rate (pounds per milBirJ,
rounded to the nearest hundredth) during the guartd
cumulative NOx emission rate for the calendar year

(4) Tons of CO2 emitted during the quarter and wative
CO2 emissions for the calendar year.
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(5) Total heat input (million BTU) for the quartend
cumulative heat input for the calendar year.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMNIRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 56: Compliance Certification
Effectivefor entire length of Permit

Applicable Federal Requirement:40CFR 97.406, Subpart AAAAA

[tem 56.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

Regulated Contaminant(s):
CAS No: ONY210-00-0  OXIDES OF NITROGEN

Item 56.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
(1) The facility shall comply with the néigement to
have a designated representative, and may have an
alternate designated representative, in accordaitice
§897.413 through 97.418 of Subpart AAAAA. Theiliac
shall notify the Department of this representaased
alternative) with contact information upon issuaieé
this permit and when any changes are made to the
representative (or alternative) or their contact
information.

(2) The facility, and the designated representatiy

each TR NOX Annual source (facility) and each T&x\
Annual Unit at the facility shall comply with the
monitoring, reporting, and recordkeeping requirstaef
8897.430 through 97.435 of Subpart AAAAA and subpbof
part 75 of this chapter. This includes but islimited

to: requirements for installation, certificatiand data
accounting for all required monitoring systems;
requirements for recording, reporting, and
quality-assurance of the data; and certificatibn o
compliance of such data. Data from continuousssiom
monitoring equipment are submitted quarterly (cdéer
year). These reports are generally due 30 dégstae
end of a calendar quarter. All other monitorirdgedare
submitted to the DEC semiannually (calendar yeahese
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reports are due on January 30th and July 30thdif e
year.

(3) The emissions data determined shall be used to
calculate allocations of TR NOx Annual allowanees! to
determine compliance with the TR NOx Annual enoigsi
limitation and assurance provisions. As of thevednce
transfer deadline for a control period in a giyear,

the owners and operators of each TR NOx Annudlitfac
and each TR NOx Annual Unit at the facility shaild, in
the facilities compliance account, TR NOx Annual
allowances available for deduction for such cdrgesiod
under §97.424(a) in an amount not less than the db
total NOx emissions for such control period froliiT&
NOX Annual Units at the facility.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MONDRING
DESCRIPTION
Reporting Requirements: AS REQUIRED - SEE MONITORIRESCRIPTION

Condition 57: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:40CFR 97.506, Subpart BBBBB

Item 57.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

Regulated Contaminant(s):
CAS No: ONY210-00-0  OXIDES OF NITROGEN

[tem 57.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
(1) The facility shall comply with the néigement to
have a designated representative, and may have an
alternate designated representative, in accordaitice
§897.513 through 97.518 of Subpart BBBBB. Thdlifsic
shall notify the Department of this representaased
alternative) with contact information upon issuaieé
this permit and when any changes are made to the
representative (or alternative) or their contact
information.

(2) The facility, and the designated representatiy
each TR NOx Ozone Season source (facility) antd @& NOx
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Ozone Season Unit at the facility shall complyhviite
monitoring, reporting, and recordkeeping requirstaef
§897.530 through 97.535 of Subpart BBBBB and stitipaf
part 75 of this chapter. This includes but islimited

to: requirements for installation, certificatiand data
accounting for all required monitoring systems;
requirements for recording, reporting, and
quality-assurance of the data; and certificatibn o
compliance of such data. Data from continuousssiom
monitoring equipment are submitted quarterly (cdber
year). These reports are generally due 30 dégstae
end of a calendar quarter. All other monitorirdgedare
submitted to the DEC semiannually (calendar ye@hese
reports are due on January 30th and July 30thdif e
year.

(3) The emissions data determined shall be used to
calculate allocations of TR NOx Ozone Season ataes
and to determine compliance with the TR NOx Oz8gason
emissions limitation and assurance provisions.oftke
allowance transfer deadline for a control period i

given year, the owners and operators of each TR Qbne
Season facility and each TR NOx Ozone Seasondbttie
facility shall hold, in the facilities complianeecount,

TR NOx Ozone Season allowances available for desufor
such control period under 897.524(a) in an amoantess
than the tons of total NOx emissions for such i@nt

period from all TR NOx Ozone Season Units at the
facility.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MONDRING
DESCRIPTION
Reporting Requirements: AS REQUIRED - SEE MONITORIRESCRIPTION

Condition 58: Compliance Certification
Effectivefor entire length of Permit

Applicable Federal Requirement:40CFR 97.606, Subpart CCCCC

[tem 58.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

Regulated Contaminant(s):
CAS No: 007446-09-5 SULFUR DIOXIDE

Item 58.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:

Air Pollution Control Permit Conditions
Page57 REVISE FOR EPA



New York State Department of Environmental Conservation "
Permit |D: 8-5736-00004/00017 Facility DEC | D: 8573600004

(1) The facility shall comply with the néigement to

have a designated representative, and may have an
alternate designated representative, in accordaitice
§897.613 through 97.618 of Subpart CCCCC. Thiditiac
shall notify the Department of this representafaved
alternative) with contact information upon issuaioé

this permit and when any changes are made to the
representative (or alternative) or their contact
information.

(2) The facility, and the designated representatiy

each TR SO2 Group 1 source (facility) and eactsTR
Group 1 Unit at the facility shall comply with the
monitoring, reporting, and recordkeeping requirstaef
§897.630 through 97.635 of Subpart CCCCC and stibpaf
part 75 of this chapter. This includes but islimoited

to: requirements for installation, certificati@nd data
accounting for all required monitoring systems;
requirements for recording, reporting, and
quality-assurance of the data; and certificatibn o
compliance of such data. Data from continuous ionis
monitoring equipment are submitted quarterly (odér
year). These reports are generally due 30 dagstak
end of a calendar quarter. All other monitorirzgadare
submitted to the DEC semiannually (calendar ye@hese
reports are due on January 30th and July 30thdf e
year.

(3) The emissions data determined shall be used to
calculate allocations of TR SO2 Group 1 allowararss to
determine compliance with the TR SO2 Group 1 apniss
limitation and assurance provisions. As of thevednce
transfer deadline for a control period in a giyear,

the owners and operators of each TR SO2 Groupilityfa
and each TR SO2 Group 1 Unit at the facility shald,

in the facilities compliance account, TR SO2 @rd
allowances available for deduction for such cdrgesiod
under §97.624(a) in an amount not less than the db
total SO2 emissions for such control period frdhTR
S0O2 Group 1 Units at the facility.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MONDRING
DESCRIPTION
Reporting Requirements: AS REQUIRED - SEE MONITORIRESCRIPTION

Condition 59: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR Subpart 201-6

[tem 59.1:
The Compliance Certification activity will be perfoed for:
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Emission Unit: G-00004
Process: P65

Regulated Contaminant(s):
CAS No: 007664-41-7 AMMONIA

[tem 59.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: CONTINUOUS EMISSION MONITORING (Q#)
Monitoring Description:
Compliance with this limit shall be demwaged by an
Ammonia Continuous Emission Monitoring System (CEM The
Permittee shall not allow to discharge emissiufns
ammonia (NH3) into the atmosphere in excess qiivd @
3% O2 (1-hour block average) from the SNCR/SCResys
controlling Boiler #6. The Permittee shall ins&aid
operate CEMS for NH3 slip emissions. In the eviist
determined that the Permittee is unable to meehtbx
LAER limits specified in the permit so that mormaraonia
solution is required to be injected into the extau
stream before the SNCR/SCR, the NYSDEC may athiesNH3
slip limit to a maximum of 20 ppmvd@3%02 (1-houeeage).
Within 180 days after replacement of the exis&@R
catalyst, and as noted above, the ammonia limjtimea
adjusted to provide for improved NOx emissionsucdisn.

Manufacturer Name/Model Number: Continuous Emissitamitor
Upper Permit Limit: 10 parts per million by volenidry,
corrected to 3% oxygen)
Reference Test Method: 40 CFR 60 App A
Monitoring Frequency: CONTINUOUS
Averaging Method: AVERAGING METHOD - SEE MONITORING
DESCRIPTION
Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
Reports due 30 days after the reporting period.
Subsequent reports are due every 6 calendar manth(s

Condition 60: Capping Monitoring Condition
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR Subpart 201-7

Item 60.1:

Under the authority of 6 NYCRR Part 201-7, thisdition contains an emission cap for the
purpose of limiting emissions from the facility, isgion unit or process to avoid being subject to
the following applicable requirement(s) that theilfey, emission unit or process would
otherwise be subject to:

6 NYCRR Subpart 231-7
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Item 60.2:
Operation of this facility shall take place in amtance with the approved criteria, emission
limits, terms, conditions and standards in thigwper

Item 60.3:

The owner or operator of the permitted facility tensintain all required records on-site for a
period of five years and make them available toasgntatives of the Department upon request.
Department representatives must be granted aaresy facility regulated by this Subpart,
during normal operating hours, for the purposeeatédnining compliance with this and any
other state and federal air pollution control reguients, regulations or law.

Item 60.4:

On an annual basis, unless otherwise specifiedvbdleginning one year after the granting of an
emissions cap, the responsible official shall piteva certification to the Department that the
facility has operated all emission units within timeits imposed by the emission cap. This
certification shall include a brief summary of #gmissions subject to the cap for that time
period and a comparison to the threshold levelswlould require compliance with an
applicable requirement.

Item 60.5:

The emission of pollutants that exceed the applicathresholds for an applicable requirement,
for which the facility has obtained an emissiong, caonstitutes a violation of Part 201 and of
the Act.

[tem 60.6:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004
Process: P65

Regulated Contaminant(s):
CAS No: 007446-09-5 SULFUR DIOXIDE

Item 60.7:
Compliance Certification shall include the follogimonitoring:

Capping: Yes
Monitoring Type: CONTINUOUS EMISSION MONITORING (Q&)
Monitoring Description:
SO2 emissions shall not exceed 39.0 tenygar on a
rolling monthly basis including all startups, stmvns,
malfunctions and equipment and process upsetis lifiit
will avoid the applicability of SO2 BACT and witle
demonstrated through use of an SO2 CEMS.

Manufacturer Name/Model Number: Continuous Emis$famitor
Parameter Monitored: SULFUR DIOXIDE

Upper Permit Limit: 39 tons per year

Reference Test Method: 40 CFR 60 App A

Monitoring Frequency: CONTINUOUS

Averaging Method: ANNUAL TOTAL ROLLED MONTHLY
Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
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Reports due 30 days after the reporting period.
Subsequent reports are due every 6 calendar manth(s

Condition 61: Compliance Certification
Effectivefor entire length of Permit

Applicable Federal Requirement:6 NYCRR 231-5.4

[tem 61.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004
Process: P65

Regulated Contaminant(s):
CAS No: ONY210-00-0  OXIDES OF NITROGEN

[tem 61.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: CONTINUOUS EMISSION MONITORING (Q#)
Monitoring Description:
NOx emissions shall not exceed 0.0365 MBifu on a 1 hr
block basis while firing natural gas only. Thigit
does not include startups, shutdowns, malfunctions
upsets. This limit will satisfy LAER regulatory
requirements and be demonstrated through use &fCEMS.

Manufacturer Name/Model Number: Continuous Emis$immitor

Upper Permit Limit: 0.0365 pounds per million Btu

Reference Test Method: 40 CFR 60 App A

Monitoring Frequency: CONTINUOUS

Averaging Method: AVERAGING METHOD - SEE MONITORING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 62: Compliance Certification
Effectivefor entire length of Permit

Applicable Federal Requirement:6 NYCRR 231-5.5

[tem 62.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004
Process: P65

[tem 62.2:
Compliance Certification shall include the follogimonitoring:
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Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
177 tons of ERCs have been allocatedfastsffor NOx
emissions from Greenidge Station. They have lobtasined
from 1046.4 tons which Greenidge acquired from the
shutdown of Westover Generating Station.

153.9 tons NOx = facility PTE

146.8 tons allocated to boiler (EU 00004, permitdition
58)

7.1 tons for other (exempt) sources

Offset by 1.15

177 tons NOXx offsets allocated for the project

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMIRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 63: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 231-7.5

[tem 63.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004
Process: P65

Regulated Contaminant(s):
CAS No: ONY075-02-5 PM25

Item 63.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: INTERMITTENT EMISSION TESTING

Monitoring Description:
While firing natural gas emissions of PBI&om Unit
G-00004 must not exceed 0.00825 Ib/MMBtu. Anidhit
stack test to demonstrate compliance with the BM2.
emission rate (comprised of 3 test runs of nat than
1-hour sampling period per test run), must be detad
within 180 days of the beginning of commercialdwrotion
of power.

For the purposes of this permit “beginning of caenoral
production of power” shall mean the first time wHenit
#4 (which is the combination of the existing tudisteam
generator and Boiler #6) achieves minimum opegdtiad
of 40 Megawatts.
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In the event that during compliance performaneérig it
would be determined that the Permittee cannot theet
0.00825 Ib/MMBtu firing natural gas, the NYSDEC yradjust
each emission limit upward at a level not to erce®
standard deviations above the mean (which is\uheage

of the three stack test runs of no less than X-hou
sampling period for each test run). The new (adfl)s
levels of total PM2.5 emission limits cannot ext€e021
Ib/MMBtu. The new limits can only be establishexsed on
the NYSDEC'’s and EPA'’s review of the performance
compliance testing data. The exceedance of the. B it
of 0.00825 Ib/MMBtu that may occur during the iiiit
compliance performance testing and, that wouldddew
0.021 Ib/MMBLtu shall not be considered violatiaighe
permit conditions.

Any adjustment to the PM2.5 emission limit for Uni
G-00004, made in accordance with the provisiorth®f
previous paragraph, will be considered an admatise
amendment as defined at 6 NYCRR 201-6.6(b) andutgect
to the requirements for modifications of 6 NYCRR
201-6.6(c) or (d), 6 NYCRR Part 621 or 6 NYCRRtPar
231-11.

Additional compliance testing for PM2.5 emissidmsn
Unit G-00004 will be required annually.

Upper Permit Limit: 0.00825 pounds per millioruBt

Reference Test Method: 40 CFR 60 App A M-5 and BRG1 App M M-202

Monitoring Frequency: AS REQUIRED - SEE PERMIT MONDRING
DESCRIPTION

Averaging Method: 1-HOUR AVERAGE

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 64: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 231-7.5

[tem 64.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004
Process: P65

Regulated Contaminant(s):
CAS No: ONY075-00-5  PM-10

Item 64.2:
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Compliance Certification shall include the follogimonitoring:

Monitoring Type: INTERMITTENT EMISSION TESTING

Monitoring Description:
While firing natural gas only emissionsRi-10 from
Unit G-00004 must not exceed 0.00825 Ib/MMBtu. iAitial
stack test to demonstrate compliance with the PM-1
emission rate (comprised of 3 test runs of nat than
1-hour sampling period per test run), must be detad
within 180 days of the beginning of commercialdwotion
of power.

For the purposes of this permit “beginning of caenoral
production of power” shall mean the first time wHenit
#4 (which is the combination of the existing tudisteam
generator and Boiler #6) achieves minimum opegdtiad
of 40 Megawatts.

In the event that during the initial compliance
performance testing it would be determined that th
Permittee cannot meet the 0.00825 Ib/MMBtu burmatyral
gas, the NYSDEC may adjust each emission limitarnovat a
level not to exceed two standard deviations altogenean
(which is the average of the three stack test ofim®

less than 1-hour sampling period for each test rime

new (adjusted) levels of total PM-10 emission témi
cannot exceed 0.021 Ib/MMBtu. The new limits catyde
established based on the NYSDEC's and EPA’s reuietive
performance compliance testing data. The exceedaofc
the PM-10 limit of 0.00825 Ib/MMBtu that may ocaluring
the initial compliance performance testing andt thiould

be below 0.021 Ib/MMBtu shall not be considerealations
of the permit conditions.

Any adjustment to the PM-10 emission limit for Uni
G-00004, made in accordance with the provisiorth®f
previous paragraph, will be considered an admatise
amendment as defined at 6 NYCRR 201-6.6(b) andulgect
to the requirements for modifications of 6 NYCRR
201-6.6(c) or (d), 6 NYCRR Part 621 or 6 NYCRRtPar
231-11.

Additional compliance testing for PM-10 emissidirtsn
Unit G-00004 will be conducted annually.

Upper Permit Limit: 0.00825 pounds per millioruBt

Reference Test Method: 40 CFR 60 App A M-5 and BRG1 App M M-202
Monitoring Frequency: ANNUALLY

Averaging Method: 1-HOUR AVERAGE

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s
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Condition 65: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 231-7.5

[tem 65.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004
Process: P65

Regulated Contaminant(s):
CAS No: ONY075-00-0  PARTICULATES

Item 65.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: INTERMITTENT EMISSION TESTING

Monitoring Description:
While firing natural gas only from Unit 8004 are must
not exceed 0.002 Ib/MMBtu. An initial stack tést
demonstrate compliance with the PM emission rate
(comprised of 3 test runs of not less than 1-isaunpling
period per test run), must be completed within d&@s of
the beginning of commercial production of power.

For the purposes of this permit “beginning of coenomal
production of power” shall mean the first time wHenit
#4 (which is the combination of the existing tdisteam
generator and Boiler #6) achieves minimum opegdtiad
of 40 Megawatts.

Additional compliance testing for PM emissionsnfréJnit
G-00004 will be conducted annually.

This condition also satisfies the requirements dbfY CRR
Part 227-1.

Upper Permit Limit: 0.002 pounds per million Btus

Reference Test Method: 40 CFR 60 App A M-5 and BRG1 App M M-202
Monitoring Frequency: ANNUALLY

Averaging Method: 1-HOUR AVERAGE

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 66: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 231-7.6
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Iltem 66.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004
Process: P65

Regulated Contaminant(s):
CAS No: 000630-08-0 CARBON MONOXIDE

Item 66.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: CONTINUOUS EMISSION MONITORING (Q#)

Monitoring Description:
CO emissions shall not exceed 50 ppm lyme at 3% 02
on a 24-hour weighted block average while firirdunal
gas only. This equates to 0.037 Ib/MMBtu on ahddr
weighted block average. In the event that the SEidtlet
data collected by the Permittee before the datkeof
initial compliance performance testing (providbdtithe
Permittee has conducted the CEMS performance ai@tuas
required by EPA), which is required by the perfmit
other pollutants, would indicate that the Permittannot
meet the 0.037 Ib/MMBtu CO BACT limit, NYSDEC mayljust
the CO emissions limit upward at a level notxoezd
two standard deviations above the average of @&€EMS
outlet data collected by the Permittee beforedtite of
the initial compliance performance testing. The ne
(adjusted) levels of CO emission limits cannotesxt
0.075 Ib/MMBtu and 100 ppm by volume, while thel&ois
fired on 100% natural gas. The new limits can drdy
established based on the NYSDEC and EPA’s reviaheo
CEMS outlet data. This change in the permit may be
accomplished administratively. The exceedancélseo€O
limits of 0.037 Ib/MMBtu and 50 ppm by volume thaay
occur prior to the date of the initial compliance
performance testing required by this permit fdreot
pollutants and, which would be below 0.075 Ib/MMBind
100 ppm by volume (for 100 % natural gas firingals not
be considered violations of the permit conditions.

Any adjustment to the CO emission limit for Uni0B8004,
made in accordance with the provisions of the ipres/
paragraph, will be considered an administrativerament
as defined at 6 NYCRR 201-6.6(b) and not subjethe
requirements for modifications of 6 NYCRR 201-8)agr
(d), 6 NYCRR Part 621 or 6 NYCRR Part 231-11.

Manufacturer Name/Model Number: Continuous Emis$immitor
Upper Permit Limit: 0.037 pounds per million Btus
Reference Test Method: 40 CFR 60 App A

Monitoring Frequency: CONTINUOUS
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Averaging Method: AVERAGING METHOD - SEE MONITORING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 67: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR Subpart 201-6

[tem 67.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004
Process: P75

Item 67.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
The permittee shall only burn wood whiels Imot been
treated with creosote, pentachlorophenol chrontatgper
arsenate, or other copper, chromium or arsenical
preservatives.

Each delivery must be accompanied by documentéioom
suppliers demonstrating that the respective loaétm
biomass specifications listed in this permit.

The Permittee shall inspect each delivery upoaipt@nd
during unloading for any materials or items that ot
authorized by this permit. If any such materiaks a
identified those materials must be removed and the
supplier be notified. Those materials must beatisg
following the plan approved by NYSDEC.

The Permittee shall develop a plan that shallieity!
identify the procedures that should be used toagamnd
dispose those materials that were identifies &s no
permitted for combustion. This plan shall be apptbby
NYSDEC.

The Permittee shall maintain records of: (1) doentation
from the suppliers and (2) the amount of remowsgedted
materials, and the reason for rejection.

Biomass Specifications: For the purposes of thrsnit
biomass shall consist of: clean unadulterated wood
including unadulterated kiln-dried wood, and resial

wood.
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Clean unadulterated wood can include items spekifi

the definition unadulterated wood in NYSDEC Poli24R-3:
wood that is not painted or treated with chemisaish as
glues, preservatives or adhesives. Any painteativey
chemically treated wood (e.g., pressure treatemtwo
treated railroad ties) or wood containing glues or
adhesives (e.qg., plywood, particle board) is abersd
adulterated wood.

Resinated wood can include items specified in NESD
Policy DAR-3 for particle board. Particle boardbtbe
considered to consist of particle board from #fedent
sources, except if the particle board has beetedasith
chemical adulterants other than the glues used to
manufacture it (e.g., paints or other treatments).
Particle board laminated with unadulterated woogdaper
shall also be included in this category.”

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMNIRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 68: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 231-5.4

[tem 68.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004
Process: P75

Regulated Contaminant(s):
CAS No: ONY210-00-0  OXIDES OF NITROGEN

Item 68.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: CONTINUOUS EMISSION MONITORING (Q&)
Monitoring Description:
The NOx emission limit will be 0.05 Ib/MM&for a 30 day
block weighted average while co-firing natural gas up
to 19% biomass. This limit does not apply dustayt
up, shutdown, malfunction, and upsets.

Manufacturer Name/Model Number: Continuous Emis$famitor
Upper Permit Limit: 0.05 pounds per million Btus
Reference Test Method: 40 CFR 60 App A
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Monitoring Frequency: CONTINUOUS

Averaging Method: AVERAGING METHOD - SEE MONITORING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 69: Compliance Certification
Effectivefor entire length of Permit

Applicable Federal Requirement:6 NYCRR 231-5.4

Item 69.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004
Process: P75

Regulated Contaminant(s):
CAS No: ONY210-00-0  OXIDES OF NITROGEN

[tem 69.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: CONTINUOUS EMISSION MONITORING (Q#)

Monitoring Description:
This emission limitation of 0.058 Ib/MMB1uhour block
average represents the Lowest Achievable Emis3ata
(LAER) when the facility is co-firing natural gasd up
to 19% biomass. This limit does not apply dustayt
up, shutdown, malfunction and upsets. Continuous
compliance will be demonstrated by use of a NOMGSE The
averaging period for this limit is 1 block-hourrjma. In
the event that the CEMS outlet data collectechiy t
Permittee before the date of the initial compleanc
performance testing or the actual data suppliethéy
initial compliance performance testing indicatest the
Permittee cannot meet the 0.058 Ib/MMBtu NOX ljrtiie
NYSDEC may adjust this NOx emission limit upwatdca
level not to exceed two standard deviations altlogenean
of the three 1-hour test runs. The new (adjud@a of
NOx emission limit cannot exceed 0.08 Ib/MMBtu,iletthe
boiler is fired on a combination of natural gad ap to
19% biomass. The new limit can only be establidheskd
on the NYSDEC and EPA’s review of the stack testilts
and CEMS outlet data. This change in the permit bea
accomplished administratively. The exceedanceiseoNOx
limit of 0.058 Ib/MMBtu that may occur prior todldate
of the initial compliance performance testing, amtich
would be below 0.08 Ib/MMBtu (for a combinationredtural
gas and up to 19% biomass) shall not be considered
violation of the permit conditions.
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Any adjustment to the NOx emission limit for UGit00004,
made in accordance with the provisions of the ipres/
paragraph, will be considered an administrativerament
as defined at 6 NYCRR 201-6.6(b) and not subjethé
requirements for modifications of 6 NYCRR 201-8)agr
(d), 6 NYCRR Part 621 or 6 NYCRR Part 231-11.

Manufacturer Name/Model Number: Continuous Emissitamitor

Upper Permit Limit: 0.058 pounds per million Btus

Reference Test Method: 40 CFR 60 App A

Monitoring Frequency: CONTINUOUS

Averaging Method: AVERAGING METHOD - SEE MONITORING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 70: Compliance Certification
Effectivefor entire length of Permit

Applicable Federal Requirement:6 NYCRR 231-7.5

[tem 70.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004
Process: P75

Regulated Contaminant(s):
CAS No: ONY075-02-5 PM25

[tem 70.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: INTERMITTENT EMISSION TESTING

Monitoring Description:
While co-firing natural gas and up to 1B¥mass
emissions of PM2.5 from Unit G-00004 must not ext6.031
Ib/MMBtu. An initial stack test to demonstratenggliance
with the PM2.5 emission rate (comprised of 3 test of
not less than 1-hour sampling period per test, nmojst
be completed within 180 days of introduction afrbhass
co-firing for the purposes of commercial produsctadf
power.

For the purposes of this permit “commercial prdaurcof
power” shall mean the first time when Unit #4 whis the
combination of the existing turbine steam generatal
Boiler #6) achieves minimum operating load of 48ddwatts
while co-firing natural gas and biomass.
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In the event that during the initial compliance
performance testing it would be determined that th
Permittee cannot meet the 0.031 Ib/MMBtu co-finrajural
gas and biomass, the NYSDEC may adjust each emiksiit
upward at a level not to exceed two standard tienis
above the mean (which is the average of the sk

test runs of no less than 1-hour sampling peroeéch
test run). The new (adjusted) levels of total PB12.
emission limits cannot exceed 0.0419 Ib/MMBtu. Tiesv
limits can only be established based on the NYSBRaGd
EPA's review of the performance compliance testiatp.
The exceedances of the PM2.5 limit of 0.031 Ib/MiMBhat
may occur during the initial compliance performanc
testing and, that would be below 0.0419 Ib/MMBhalsnot
be considered violations of the permit conditions.

Any adjustment to the PM2.5 emission limit for Uni
G-00004, made in accordance with the provisiorth®f
previous paragraph, will be considered an admatise
amendment as defined at 6 NYCRR 201-6.6(b) andutgect
to the requirements for modifications of 6 NYCRR
201-6.6(c) or (d), 6 NYCRR Part 621 or 6 NYCRRtPar
231-11.

Additional compliance testing for PM2.5 emissi@rasn
Unit G-00004 will be required annually.

Upper Permit Limit: 0.031 pounds per million Btus

Reference Test Method: 40 CFR 60 App A M-5 and BRG1 App M M-202

Monitoring Frequency: AS REQUIRED - SEE PERMIT MONDRING
DESCRIPTION

Averaging Method: 1-HOUR AVERAGE

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar mhnth(s

Condition 71: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 231-7.5

[tem 71.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004
Process: P75

Regulated Contaminant(s):
CAS No: ONY075-02-5 PM25

[tem 71.2:
Compliance Certification shall include the follogimonitoring:
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Monitoring Type: INTERMITTENT EMISSION TESTING

Monitoring Description:
PM2.5 emissions shall not exceed 151.% pmr year on a
12 month rolling total including all startups, $thowns,
malfunctions and upsets. This limit is BACT unéert
231-7.6.

In the event that during compliance performansértg it
would be determined that the Permittee cannot theet
151.7 tpy limit, the NYSDEC may adjust each enoigdimit
upward at a level not to exceed two standard tienis
above the mean (which is the average of the thteeek

test runs of no less than 1 hour sampling pegocdéch

test run). The new (adjusted) annual limit of t&&2.5
emission limits cannot exceed 205 tpy. The nevtdican
only be established based on the NYSDEC's and ER&View
of the performance compliance testing data. Theedance
of the PM2.5 limit of 205 tpy that may occur dyyithe
initial compliance performance testing shall net b
considered violations of the permit conditions.

Any adjustment to the PM10 emission limit for Unit
G-00004, made in accordance with the provisiorth®f
previous paragraph, will be considered an admatise
amendment as defined at 6 NYCRR 201-6.6(b) andulgect
to the requirements for modifications of 6 NYCRR
201-6.6(c) or (d), 6 NYCRR Part 621 or 6 NYCRRtPar
231-11.

Upper Permit Limit: 151.7 tons per year

Reference Test Method: 40 CFR 60 App B and F

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMIRING
DESCRIPTION

Averaging Method: ANNUAL TOTAL ROLLED MONTHLY

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 72: Compliance Certification
Effectivefor entire length of Permit

Applicable Federal Requirement:6 NYCRR 231-7.5

[tem 72.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004
Process: P75

Regulated Contaminant(s):
CAS No: ONY075-00-0  PARTICULATES
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Item 72.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: INTERMITTENT EMISSION TESTING

Monitoring Description:
While co-firing natural gas and up to 1B¥mass
emissions of filterable PM from Unit G-00004 most
exceed 0.01 Ib/MMBtu. An initial stack test to
demonstrate compliance with the PM emission rate
(comprised of 3 test runs of not less than 1-lsaunpling
period per test run), must be completed within d&@s of
the beginning of commercial production of power.

Additional compliance testing for PM emissionsnfréJnit
G-00004 will be conducted annually.

This condition will also satisfy the requiremeafs
NYCRR Part 227-1.

Upper Permit Limit: 0.01 pounds per million Btus
Reference Test Method: 40 CFR 60 App A M-5
Monitoring Frequency: ANNUALLY

Averaging Method: 1-HOUR AVERAGE

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
Reports due 30 days after the reporting period.
Subsequent reports are due every 6 calendar manth(s

Condition 73: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 231-7.5

[tem 73.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004
Process: P75

Regulated Contaminant(s):
CAS No: ONY075-00-5  PM-10

Iltem 73.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: INTERMITTENT EMISSION TESTING

Monitoring Description:
While co-firing natural gas and biomassssions of
PM-10 from Unit G-00004 must not exceed 0.031 IkVBtu.
An initial stack test to demonstrate compliancthhe
PM-10 emission rate (comprised of 3 test runsoviess
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than 1-hour sampling period per test run), must be
completed within 180 days of the beginning of carural
production of power.

In the event that during the initial compliance

performance testing it would be determined that th
Permittee cannot meet the 0.031 Ib/MMBtu co-finrajural
gas and biomass, the NYSDEC may adjust the emisianit
upward at a level not to exceed two standard tievis

above the mean (which is the average of the sk

test runs of no less than 1-hour sampling peroaach

test run). The new (adjusted) levels of PM-10 siuis

limits cannot exceed 0.078 Ib/MMBTU. The new lisnitan
only be established based on the NYSDEC'’s and ER&iew
of the performance compliance testing data. The
exceedances of the PM-10 limits of 0.031 Ib/MMBTHat may
occur during the initial compliance performancstitey

and, that would be below 0.078 Ib/MMBtu shall bet
considered violations of the permit conditions.

Any adjustment to the PM-10 emission limit for Uni
G-00004, made in accordance with the provisiorth®f
previous paragraph, will be considered an admatise
amendment as defined at 6 NYCRR 201-6.6(b) andgutgect
to the requirements for modifications of 6 NYCRR
201-6.6(c) or (d), 6 NYCRR Part 621 or 6 NYCRRtPar
231-11.

Additional compliance testing for PM-10 emissidirtsn
Unit G-00004 will be conducted annually.

Upper Permit Limit: 0.031 pounds per million Btus

Reference Test Method: 40 CFR 60 App A M-5 and BRG1 App M M-202
Monitoring Frequency: ANNUALLY

Averaging Method: 1-HOUR AVERAGE

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar mhnth(s

Condition 74: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 231-7.6

[tem 74.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004
Process: P75

Regulated Contaminant(s):
CAS No: ONY075-00-0  PARTICULATES
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Item 74.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
Leak detectors shall be used to ensunegproperation
of the baghouse. The Permittee shall instalibrzte,
maintain, and continuously operate a Bag Leak @iete
System; Each Bag Leak Detection System must Iballied,
operated, calibrated and maintained in a mannesistent
with the manufacturer’s written specifications and
recommendation.

The Bag Leak Detection System sensor must pradideut
relative or absolute particulate matter loadirage must
be equipped with a device to continuously recbed t
output signal from the sensor.

The Bag Leak Detection System must be equippddamit
alarm system that will sound automatically when an
increase in relative particulate matter emissmres a
preset level is detected. The alarm must be |doatere

it is easily heard by plant operating personnel

If an alarm is received, a visual inspection wél made
to determine the cause of the alarm. Visual ictpes
shall be conducted as soon as practical, butteotlaan
one hour after the alarm is received.

If a leak is detected by visual inspection theet#d
baghouse module will be taken offline and necessar
repairs shall be made before resuming use of the
module.

Records of alarms, inspection results and filter
replacements shall be maintained on site an maalahle
to the Department upon request.

This condition also satisfies the requirements dbfY CRR
Part 227-1.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MONDRING
DESCRIPTION

Reporting Requirements: QUARTERLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 3 calendar manth(s

Condition 75: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 231-7.6
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Item 75.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004
Process: P75

Regulated Contaminant(s):
CAS No: ONY075-00-0  PARTICULATES

[tem 75.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: MONITORING OF PROCESS OR CONTROL
DEVICE PARAMETERS AS SURROGATE
Monitoring Description:
The Permittee shall use the fabric filleaghouse at
all times biomass is fired in Boiler #6.

Bag house pressure drop shall be measured andlegcas
an indicator of particulate emission control. The
pressure drop values are valid between 30 andviV@0
operating load.

On a calendar quarter basis, the owner or opeshtdr
submit to the DEC a report stating all periods nehtbe
baghouse differential pressure exceeded the gednit
levels. For each such period, the owner or opesitall
state the time the excursion commenced; thettime
excursion ceased; the cause of the excursiod;then
corrective action taken to resolve the excursion.

This condition also covers emission control anchitaoing
otherwise required by 6 NYCRR Part 227-1 and 4& GE.

Parameter Monitored: PRESSURE DROP

Lower Permit Limit: 3.0 inches of water

Upper Permit Limit: 10.0 inches of water

Reference Test Method: 40 CFR 60 Appendix A, Method

Monitoring Frequency: DAILY

Averaging Method: RANGE-NOT TO FALL OUTSIDE OF STED
RANGE EXCEPT DURING STARTUP/SHUTDOWN

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 76: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 231-7.6

[tem 76.1:
The Compliance Certification activity will be perfoed for:
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Emission Unit: G-00004
Process: P75

Regulated Contaminant(s):
CAS No: 000630-08-0 CARBON MONOXIDE

Iltem 76.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: CONTINUOUS EMISSION MONITORING (Q&)

Monitoring Description:
CO emissions shall not exceed 100 ppmadbyme at 3% O2
on a 24-hour weighted block average while cofimadural
gas and up to 19% biomass. This equates to (bOVS1Btu
on a 24-hour block average. In the event thaClE®S
outlet data collected by the Permittee beforedtite of
the initial compliance performance testing (pre@ddhat
the Permittee has conducted the CEMS performance
evaluation as required by EPA), which is requivgdhe
permit for other pollutants, would indicate thiaé t
Permittee cannot meet the 0.075 Ib/MMBtu CO BAG@itk,
NYSDEC may adjust each one of the CO emissionslim
upward at a level not to exceed two standard tienis
above the average of the CO CEMS outlet dataatelieby
the Permittee before the date of the initial coamgle
performance testing. The new (adjusted) CO enmdgiats
cannot exceed 0.151 Ib/MMBtu and 200 ppm by voluwiele
the boiler is fired on a combination of naturas gad up
to 19% biomass. The new limits can only be esthbli
based on the NYSDEC and EPA’s review of the CEMEeb
data. This change in the permit may be accomplishe
administratively. The exceedances of the CO lgh2.075
Ib/MMBtu and 100 ppm by volume that may occur ptmthe
date of the initial compliance performance testing
required by this permit for other pollutants awtjch
would be below 0.151 Ib/MMBtu and 200 ppm by voku(for a
combination of natural gas and up to 19% biomsisall
not be considered violations of the permit
conditions.

Any adjustment to the CO emission limit for Uni#0B8004,
made in accordance with the provisions of the ipres/
paragraph, will be considered an administrativerament
as defined at 6 NYCRR 201-6.6(b) and not subjethe
requirements for modifications of 6 NYCRR 201-8)agr
(d), 6 NYCRR Part 621 or 6 NYCRR Part 231-11.

Manufacturer Name/Model Number: Continuous Emis$famitor
Upper Permit Limit: 0.075 pounds per million Btus
Reference Test Method: 40 CFR 60 App A
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Monitoring Frequency: CONTINUOUS

Averaging Method: AVERAGING METHOD - SEE MONITORING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar mhnth(s

Condition 77: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 231-7.6

[tem 77.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004
Process: P75

Regulated Contaminant(s):
CAS No: 000630-08-0 CARBON MONOXIDE

Item 77.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: CONTINUOUS EMISSION MONITORING (Q#)
Monitoring Description:
CO emissions shall not exceed 100 ppmabyme at 3% O2
on a 30-operating day weighted block average while
co-firing natural gas and up to 19% biomass. €hjisates
to 0.075 Ib/MMBtu on a 30-operating day weightéock
average.

Manufacturer Name/Model Number: Continuous Emissitamitor

Upper Permit Limit: 0.075 pounds per million Btus

Reference Test Method: 40 CFR 60 App A

Monitoring Frequency: CONTINUOUS

Averaging Method: AVERAGING METHOD - SEE MONITORING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 78: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR Subpart 201-6

[tem 78.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00005
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Item 78.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:

The facility receives clean wood via trutsdivery.

Trucks delivering wood to the facility are weighgrbr

to unloading (gross weight) and immediately after

unloading (tare weight). The gross and tare wvisitgr

each truck are automatically recorded by theifgcil

truck scale system. A copy of the driver’s westjp can

be produced upon request.

The material is unloaded and stockpiled in a cedé;000
ft2 storage area. The primary wood storage area i
covered building located west of the generatirgpl
This storage area has the capacity to store appately
twenty truck loads or 50,000 ft3 of wood. It lzafloor
drain that discharges water for treatment in fhatfs
existing waste water treatment plant. Any dela®r
beyond the storage capability of the covered gmeaea
can be temporarily stockpiled and covered witpsaat
secondary storage locations until transported bathe
processing area. The secondary storage locaiens
located at the southeast section of the existiregl|
[former] coal pile while the other is on the adpha
pavement located to the west of the primary wdothge
area.

When needed the stockpiled wood in the coveradgto
area is pushed by a front-end loader onto a hjidrau
walking floor for transport to the processing ard&ée
biomass passes through detectors to remove aigy amet
then is screened to size. The wood is then pseces
through two parallel hammer mills with a maximuombined
feed rate of 30 tons per hour (TPH) and a turnrdow
capability of three (3) TPH. All processed woed i
pneumatically conveyed to the biomass storags.siks
needed, this stored processed wood is weighed and
pneumatically conveyed to the boiler at a maxinfeed
rate of 25 TPH.

The received wood is pushed with a front-end tgp€eer
onto a hydraulic walking floor that automaticathpves it
to a conveyor at a varying rate that is controbigdhe
level in the hammer mill metering bin. The conwey
passes the wood through a ferrous and non-fedetestor
for automatic metal removal before being fed mto
screener.

The screener is capable of separating oversizat i
(greater than 2”) and undersized pieces (¥4" mifrash
the biomass stream. Oversized material is cad/éy a
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container for appropriate disposal. Metal isaith
recycled or properly disposed. The undersizea: izt
Y. minus) from the screener is pneumatically cyedeto
the processed wood storage area and transfea sito,
without further processing.

The remainder of the biomass material is tranggloria
conveyor to the hammer mill area at a maximum oate
2,500 ft3/hr. It is deposited into a 1,000 ft3tenag

bin that feeds two parallel hammer mills. Theelan
this metering bin is measured by an ultrasoniellev
detector which is used to control the feed ratthef
walking floor. The two hammer mills produce ¥2"nus
material at a combined maximum rate of 3,000 ft3/h

All material which passes the %" minus screeniog@
with the biomass that is produced by the hamm#s i
pneumatically conveyed to one of two 23,000 ft8age
silos. Then, on an as needed basis, all procéssetss

is weighed and conveyed to a transport meteringhait
can feed four individual pneumatic lines. Eackymatic
line is powered by its own blower where any corabion of
three blowers can deliver a maximum of 10 TPH (mah212
MMBtu/hr) of biomass to the boiler. The groundtiass is
pneumatically conveyed from the silos to the boilEhe
boiler still uses the same biomass injection pibids

were used to co-fire with pulverized coal. Thetpare
simple tubes located on three levels, and in eacher
(there are presently 12 total), one each direxilyve

each T-fired corner burner assembly. Naturaligéised

in these burners. The biomass is pneumaticaltywi-in”
(as you would picture the placement of blown-irgliw
insulation in a home) directly into the swirlingeball
combustion geometry of a T-fired boiler. The basmis
therefore said to burn in suspension.

The facility cannot fire biomass by itself — thaitus
designed only for co-firing of biomass togethethva
primary fuel. Greenidge has committed to limitthg
boiler startup fuel to natural gas only. Biomassild
not be introduced until the air pollution contiin is
at operating temperature, ammonia is being infecad
all emission limitations are in compliance. Otfign
would biomass firing be added gradually through th
installed injection ports. Greenidge will have th
ability to control the addition of biomass at gerand
amount as-necessary to maintain compliance wlithf &k
federally enforceable emission limitations. Sarli}, in
a planned outage, biomass firing will be suspentex
to transitioning to zero load on natural gas.

The biomass charged to the boiler # 6 must haa@gsnum
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heating value of 5,000 Btu/lb.

The requirements of 6 NYCRR Part 212 are effebtineet
as these conditons are beyond what Part 212 would
typically require.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MONDRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 79: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR 212-1.6 (a)

Iltem 79.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00005

tem 79.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: MONITORING OF PROCESS OR CONTROL
DEVICE PARAMETERS AS SURROGATE

Monitoring Description:
No facility owner or operator shall causellow
emissions having an average opacity during any six
consecutive minutes of 20 percent or greater faagn
process emission source or emission point, exoepte
emission of uncombined water. Monitoring shahsist of
daily observation of equipment operation. Anyexbed
visible emissions will be immediately investigata
corrected and documented in semiannual reporting.

Parameter Monitored: OPACITY

Upper Permit Limit: 20 percent

Reference Test Method: 40 CFR 60 Appendix A Method

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMNIRING
DESCRIPTION

Averaging Method: 6-MINUTE AVERAGE (METHOD 9)

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 80: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR Subpart 231-7
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Item 80.1:
The Compliance Certification activity will be perfoed for:
Emission Unit: G-00005
Item 80.2:
Compliance Certification shall include the follogimonitoring:
Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
The biomass handling, storage, and prowgsystem is
described elsewhere in this permit.
Air Pollution Equipment
Compliance with PSD regulations for the biomagdliag,
storage, and processing system shall be dematstogt
the following the established operating and work
practices
The Permittee shall install and continuously ofeesad
maintain the following air pollution control equignt for
the control of particulate emissions resultingrirthe
biomass handling, storage, and processing
system:
. Fabric Filter for the wood hammer mill
. Bin Vent Filter for the processed wood conveaggstem

The pressure drop (inches of column water) adress
fabric filter controlling the wood hammer mill attte bin
vent filter controlling the wood conveyance systmall
be maintained within a range of 1 to 5 inches aevtiie
emission unit is in operation.

The permittee shall continuously monitor the pnessirop
across each bin vent filter and the fabric filter.

The wood conveyors and the conveyor transfer paihall
be enclosed, sealed, and kept under negativeupeess

The Permittee shall maintain and inspect the birt v
filters and the fabric filter following the manatarer
recommendations.

The fabric filter bin vent filter and shall be prded
with adequate access for inspection.

The hours of operation for each the fabric fidad the
bin vent filter are limited to 2,088 hours per yea
respectively 8 hours per day from 10:00 AM to 58N) on
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weekdays.

Emissions Limitations

The emissions of PM, PM10, and PM2.5 from the aghaf
each the fabric filter and the bin vent filter tmiing

the wood hammer mill and the wood conveyance systell
not exceed the following limits for each BACT

pollutant:

. PM BACT emissions limit: 0.0005 Ib/hr

. PM10 BACT emissions limit: 0.0003 Ib/hr

. PM2.5 BACT emissions limit: 0.00004 Ib/hr

. PM, PM10 and PM2.5 BACT emissions shall inclaaéy

filterable particulate matter.

Visible Emissions — Opacity: Biomass Handling,rSge,
and Processing System

The opacity of emissions from the exhaust of #i®it
filter and bin vent filter controlling the wood fmaner

mill and the wood conveyance system shall not @@
opacity equal to or greater than 20% opacity (Basesix
minute average) except for one continuous six-teinu
period per hour of no more than 57% opacity. T$e
BACT requirement.

Initial Compliance Test: The Permittee shall cartdu
initial compliance performance testing for visible
emissions no later than 180 days of startup obtbmass
handling, storage, and processing system.

Subsequent Compliance Tests: The Permittee shadluct
performance testing for visible emissions on ariguly
basis.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMIRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 81: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR Subpart 231-7

Item 81.1:
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The Compliance Certification activity will be perfoed for:
Emission Unit: G-FABAH

[tem 81.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:

Ash Handling, Storage, and Disposal SysB&x@T

Limits

The combustion of biomass (unadulterated and aiesin
wood) in Boiler

#6 would result in the formation of bottom and fly
ash.

A. Fly Ash Handling, Storage, and Disposal
System

Description

The fly ash handling, storage and disposal systeati
include the following air pollution equipment and
emissions limitations.

1. Air Pollution Equipment

Compliance with PSD regulations for the fly ashdiang,
storage, and disposal system shall be demonstogtt:
using the following BACT, operating and work piiaes.
The Permittee shall install and continuously ofeesad
maintain the following air pollution control equignt for
the control of particulate emissions resultingriro

the

fly ash handling, storage, and disposal system:

Two Bin Vent Filters for the Day Fly Ash Silo 1chbay
Fly Ash

Two Bin Vent Filters (Bin Filter #1 and #2) forettMain
Fly Ash Silo.

One Fabric Filter for the Main Fly Ash Silo.

a. The nameplate capacity of each of the bin fileets
controlling the Day Fly Ash Silo 1 and Silo 2 dhadt

exceed a maximum design inlet gas air flow rateQdf

actual cubic feet per minute (acfm).

b. The nameplate capacity of the Bin Vent Filter #
controlling the Main Fly Ash Silo shall not excead

maximum design inlet gas air flow rate of 1,00@uat

cubic feet per minute (acfm).
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C. The nameplate capacity of each the fabriafidad
the Bin Vent Filter #2 shall not exceed a maxinigsign

inlet gas air flow rate of 1,600 actual cubic fpet

minute (acfm).

d. The pressure drop (inches of column water)ssceach
bin vent filter shall be maintained within a rangfel to

5 inches while the emission unit is in

operation.

e. The pressure drop (inches of column water)sacitte
fabric filter shall be maintained within a randelao 6
inches while the emission unit is in operation.

f. The permittee shall continuously monitor thegsure
drop across each bin vent filter and the fabric

filter.

g. Each bin vent filter and the fabric filter dhaé

designed to achieve a particulate matter emigsitanof
0.01 grains/dscf or less. Compliance with thisuremment
shall be demonstrated based on the manufactuvatten
guarantees.

h. The fly ash conveyors and the conveyor transbénts
shall be enclosed, sealed, and kept under negative
pressure.

i. All fly ash shall be conditioned prior to trdesfor
disposal.

j- The Permittee shall maintain and inspect timevient
filters and the fabric filter following the manatarer
recommendations.

k. The bin vent filters and the fabric filter shiad
provided with adequate access for inspection.

l. The hours of operation for the two Bin Ventt&ik for
the Day Fly Ash Silos and the Bin Vent Filters foe

Main Fly Ash Silo are limited to 8 hours per dagrh

10:00 AM to 5:00 PM on weekdays.

2. Emissions Limitations

The Permittee shall not discharge or cause tddise
emissions into the atmosphere in excess of thewiolg
emission limits for the fly ash handling, storagl
disposal systems:

a. The emissions of PM, PM10, and PM2.5 from ttleaast

Air Pollution Control Permit Conditions
Page85 REVISE FOR EPA



New York State Department of Environmental Conservation "
Permit |D: 8-5736-00004/00017 Facility DEC | D: 8573600004

of each bin vent filter controlling the Day Fly ASilo 1
and Day Fly Ash Silo 2 shall not exceed the follayv
limits for each BACT pollutant:

. PM/PM10/PM2.5: BACT emissions limit: 0.01 Ib/hr

. PM, PM10, and PM2.5 emissions shall include only
filterable particulate matter.

b. The emissions of PM, PM10, and PM2.5 from tkieaest
of each Bin Vent Filter #2 and the fabric filtdradl not

exceed the following

limits for each BACT pollutant:

. PM/PM10/PM2.5: BACT emissions limit: 0.14 Ib/hr

. PM, PM10, and PM2.5 emissions shall include only
filterable particulate matter.

c. The emissions of PM, PM10, and PM2.5 from tkisaest
of Bin Vent Filter #1 shall not exceed the followi
limits for each BACT

pollutant:
. PM/PM10/PM2.5: BACT emissions limit: 0.09 lb/hr
. PM, PM10, and PM2.5 emissions shall include only

filterable particulate matter.

3. Visible Emissions — Opacity: Fly Ash Handlirgjprage,
and Disposal System

The opacity of emissions from the exhaust of tinevbnt
filters and fabric filter, and from the fly ashra@ying
system shall not exceed an average opacity egwal t
greater than 20% opacity (based on six minuteagegy
except for the emissions of uncombined water. Ehés
BACT requirement.

Initial Compliance Test: The Permittee shall cartdu
initial compliance performance testing for visible
emissions no later than 180 days of startup oflyhesh
handling, storage, and disposal system.

Subsequent Compliance Tests: The Permittee shradluct
performance testing for visible emissions on ariguly
basis.

Reference Test Method: Method 9

B. Bottom Ash Handling, Storage, and Disposal

Air Pollution Control Permit Conditions
Page86 REVISE FOR EPA



New York State Department of Environmental Conservation -

Permit | D: 8-5736-00004/00017 Facility DEC ID: 8573600004
System
1. Description

The bottom ash handling, storage and disposatrsyatr
pollution equipment and emissions limitations khal
include the following:

2. Air Pollution Equipment

Compliance with PSD regulations for the bottom ash
handling, storage, and disposal system shall be
demonstrated by the using the following BACT, @ieig
and work practices: Biomass bottom ash is typicall
consistent with fly ash and will be managed inanner
consistent with the work practices and procedures
developed for the fly ash handling and disposstesy.

The bottom ash conveyors and the conveyor trapsiets
shall be enclosed, sealed, and kept under negative
pressure.

3. Emissions Limitations

The Permittee shall not discharge or cause tddige
emissions into the atmosphere in excess of thewiolg
emission limits for the bottom ash handling, sterand
disposal systems:

The emissions of PM, PM10, and PM2.5 from thedyotash
handling, storage, and disposal system shall xesesl
the following limits for each BACT pollutant:

PM/PM10/PM2.5: BACT emissions limit; 0.14 |b/hr

PM, PM10, and PM2.5 emissions shall include only
filterable particulate matter.

4. Visible Emissions — Opacity: Bottom Ash Handlin
Storage, and Disposal System

The opacity of emissions from the exhaust of tinevbnt
filters and fabric filter, and from the fly ashra@ying
system shall not exceed an average opacity egjwal t
greater than 20% opacity (based on six minuteagegy
except for the emissions of uncombined water. &hés
BACT requirement.

Initial Compliance Test: The Permittee shall cartdu
initial compliance performance testing for visible
emissions no later than 180 days of startup oBibittom
Ash Handling, Storage, and Disposal System.
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Subsequent Compliance Tests: The Permittee shradluct
performance testing for visible emissions on ariguly
basis.

Reference Test Method: 40 CFR 60 App AM 9

Monitoring Frequency: AS REQUIRED - SEE PERMIT MONDRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 82: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR Subpart 231-7

[tem 82.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-FUGTV

Item 82.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES

Monitoring Description:
The fugitive emissions of PM, PM10, and 28/from the
outdoor biomass storage, enclosed processingitgsld
biomass handling, storage, and processing syélieand
bottom ash handling, storage, and disposal systmis
truck traffic on facility roadways shall not excetne
following limits for each BACT pollutant:

. The fugitive PM emissions shall not exceed Stpar
year (based on 12-month rolling total).

. The fugitive PM10 emissions shall not exceedt@r
per year (based on 12-month rolling total).

. The fugitive dust PM2.5 emissions shall not ext6.23
tons per year (based on 12-month rolling
total).

Compliance with the fugitive PM, PM10, and PM2 A@T
emissions limits shall be determined by usingeiméssion
factors, equations, and assumptions in Sectidh 1 8f

the AP-42 Emission Factors, January 2011, for gpave
roadways. These emission limits shall be deterthbesed
on the actual vehicle miles traveled on site @ar, d

actual number of days of operation per year,30%
control efficiency for PM, PM10 and PM2.5 from nigidust
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suppression measures specified in this permit.

Visible Emissions — Opacity: Fugitive Particul&mission
Sources

The Permittee shall not discharge or cause thdige
into the atmosphere visible emissions from anytiftey
emission source having an opacity equal to ortgréhan
20% opacity (based on six minute average) exceirie
continuous six-minute period per hour of no mbwant57%
opacity. This is a BACT requirement.

Initial Compliance Test: The Permittee shall cartdu
initial compliance performance testing for visible
emissions no later than 180 days of startup of the
facility and its fugitive emission sources.

Subsequent Compliance Tests: The Permittee shadluct
performance testing for visible emissions on ariguly
basis.

Control Measures-Fugitive Particulate EmissionrSesi

The control measures to minimize the facility'gifiwre
particulate emission sources, shall include, btte
limited to, the following operating and work prigets
measures. These control measures constitute BACT
requirements for the fugitive particulate emissifor
this facility.

Maintaining all facility paved roads and parkingas in
good conditions. All other areas of the facilittes

shall be landscaped, to the maximum extent passilsing
grass, shrubs, and trees.

Maintaining the unpaved roads from the facilitythie ash
landfill and the ash landfill in good conditiorsthe
maximum extent possible.

Maintaing the outdoor biomass storage piles anditig
the speed of trucks as appropriate to minimizéifieg
emissions to the maximum extent possible.

Treating the paved roadways, parking areas, extand
interior of the buildings and other areas as reamgsy
sweeping, vacuuming, and /or watering at sufficien
treatment frequencies to minimize the fugitivetdus
emissions to the maximum extent possible.

The Permittee shall perform daily inspectionsaxteof
the roadway segments and parking areas to detethen
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need for implementing the fugitive dust controlaseres.
These inspections shall be performed during repitative
normal traffic conditions.

All delivery vehicles, including but not limited,tclean
unadultered wood and resinated wood, ash deliveanicles
shall be enclosed and covered to prevent release.

All biomass delivery vehicles shall be unloaded in
enclosed storage areas (buildings), as much as
possible.

All vehicles leaving the facility that are used fo
transporting materials likely to become airborhallsbe
enclosed or covered to prevent release.

All processing and blending activities of the bass
shall be done in enclosed buildings.

In order ro prevent the fugitive particulates esiuas
from the biomass storage activities, the biombhaf be
stored in enclosed buildings as much as possible.

In order to prevent the fugitive particulate ernass

from the biomass unloading, storage, processistgsyand
from the fly and bottom ash handling, storage, and
disposal system, the Permittee shall (1) mairghin
enclosed buildings under negative pressure (as
appropriate); and (2) operate the particulate air
pollution controls at all times the respective €sitn
sources are in operation.

The Permittee shall ensure that the doors fronbithimass
handling, storage, and processing buildings reriaised
to the maximum extent possible using good enginger
design.

The Permittee shall perform the following:

Daily checks for any visible fugitive emissionerfr the
facility processing buildings windows, doors, andf
monitors.

Weekly inspection of all the processing buildings
ensure that:

All access doors that are capable of being clased
closed; and

As required elsewhere in the permit all conveghall be
fully enclosed, and all fabric filters, and bimve
filters shall be operational at all times as prigsc by
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the manufacturers.

If visible emissions are observed as a resulhgfad
the above-specified inspections, the Permittett stha
corrective actions as soon as possible, to miraix
eliminate the visible emissions.

Notwithstanding the fugitive particulate emissi@astrol
measures specified in this permit, the Permittag m
employ additional control measures to preventtiueyi
particulate emissions from becoming airborne angbing
the discharge of visible emissions of fugitivetjzalate
emissions beyond the property line.

The facility will develop and maintain a Fuel Ydfae
Prevention and Control Plan. The Plan will bentaned
on site and available for review upon request.

The requirements of 6 NYCRR Part 212 are effebtineet
as these conditons are beyond what Part 212 would
typically require.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MONDRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 83: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR Subpart 231-7

[tem 83.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-XEMPT

Item 83.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
Visible emissions from Emergency Genetdtoe Pump and
Natural Gas Heater combustion sources shall restesk
exhibit greater than 20% opacity (based on sixutain
average) except for one six-minute period per loduno
more than 27% opacity. This is a BACT requirement.

Initial Compliance Test: The Permittee shall caridu
initial compliance performance testing for visible
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emissions no later than 180 days of startup of the
emergency generator, emergency fire pump andaiajas
heater.

Subsequent Compliance Tests: The Permittee shadluct
performance testing for visible emissions on amuah
basis.

Reference Test Method: 40 CFR 60 App AM 9

Monitoring Frequency: AS REQUIRED - SEE PERMIT MONDRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar mhnth(s

Condition 84: Compliance Certification
Effectivefor entire length of Permit

Applicable Federal Requirement:6 NYCRR Subpart 231-7

[tem 84.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-XEMPT

[tem 84.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
Determination of actual GHG emissions ltesy from the
emergency generator, emergency fire pump andalajas
heater:

The GHG global warming potentials and the defa@2, CH4
and N20 emission factors used for the calculativihe

GHG emissions (as CO2e) resulting from the emengen
diesel generator, and the emergency fire pummandal

gas heater shall be equal with those containd® iBFR

Part 98.

The heating values of the ULSD fuel oil No.2, avadural
gas used for the calculations of the GHG emissibiadl
equal the following:

0.138 MMBtu/gallon for ULSD fuel oil No.2;
1,020 BTU/scf for natural gas;

The GHG emissions (as CO2e) for the emergencyrgtare
the emergency generator fire pump and naturahgater
shall be determined separately by calculationedhas

the:
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Actual measured ULSD fuel oil No.2 and natural gas
consumption rates;

CO2, CH4 and N20 emission factors and fuel heatihige
specified in this permit;

GHG emissions (as CO2e) shall be determined bingdde
CO2, CH4, and N20 emissions.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MONDRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 85: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR Subpart 231-7

Iltem 85.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-XEMPT
Process: DFP

Item 85.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
The Permittee shall operate an emergeiesgtfire pump
that has a nameplate capacity that shall notezkae
maximum power output of 276 brake horse power
(BHP).

The Permittee shall maintain documentation thatlevo
demonstrate that the emergency diesel fire pungp wa
installed on or before 2001.

Emission Limitations:

The Permitte shall not discharge or cause to diggh
emissions into the atmosphere in excess of tleing
emission limits for the emergency fire pump:

NOx LAER emissions limit: 8.56 Ib/hr.

CO BACT emissions limit: 1.84 Ib/hr.

PM (filterable fraction only) BACT emissions limid.6
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Ib/hr.

PM10 (filterable + condensable fraction) BACT esiosis
limit: 0.6 Ib/hr

PM2.5 (filterable + condensable fraction) BACT esimns
limit: 0.6 Ib/hr

GHG BACT (expressed as COZ2e) emissions limit shaelude
combined emissions of CO2, CH4, and N20, and siwall
exceed 72 tons per year (based on 12-month rolling
total).

Compliance with the LAER and BACT requirementslisbe
demonstrated by implementing the following op@&ti
limitations and work practices:

The maximum operating hours for the fire pump Idbal
limited to 500 hours per 12-month rolling totad, a
determined at the end of each calendar monthamheal
permitted hours shall include testing, maintenaaru
emergency hours, combined.

The Permittee shall install and maintain an nseittable
operating hour meter as required elsewhere in this
permit.

The emergency fire pump shall combust only ulttka |
sulfur distillate (ULSD) fuel oil No.2 as requirdéy
regulation.

The emergency fire pump shall comply with the astile
provisions of 40 CFR 63 Subpart ZZ277.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMIRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 86: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR Subpart 231-7

tem 86.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-XEMPT
Process: EGN

Item 86.2:
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Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
The following provides a description amnpliance
requirements for the emergency diesel generator.
Compliance demonstration will be made availabtaéview
upon request:

Emergency Generator

The Permittee shall operate an emergency dieserg®r
that has a nameplate capacity that shall not eixaee
maximum power output of 375 brake horse power
(BHP).

The Permittee shall maintain documentation thatlevo
demonstrate that the emergency generator wadléastm
or before 1991.

Emission Limitations:

The Permitte shall not discharge or cause to diggh
emissions into the atmosphere in excess of tleing
emission limits for the emergency generator:

NOx LAER emissions limit: 11.64 Ib/hr.
CO BACT emissions limit: 2.54 Ib/hr.

PM (filterable fraction only) BACT emissions lim@.84
Ib/hr.

PM10 (filterable + condensable fraction) BACT esiosis
limit: 0.84 Ib/hr

PM2.5 (filterable + condensable fraction) BACT ssibns
limit: 0.84 Ib/hr

GHG BACT (expressed as CO2e) emissions limit shalude
combined emissions of CO2, CH4, and N20, and siaall
exceed 97 tons per year (based on 12-month rolling
total).

Compliance with the LAER and BACT requirementslisha
demonstrated by implementing the following op@&gti
limitations and work practices:

The maximum operating hours for the emergency rgeoie
shall be limited to 500 hours per 12-month rollintal,

as determined at the end of each calendar mohth. T
annual permitted hours shall include testing, teaiance
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and emergency hours, combined.

The Permittee shall install and maintain an n@ettable
operating hour meter as required elsewhere in this
permit.

The emergency generator shall only combust uitra |
sulfur distillate (ULSD) fuel oil No.2 as requirdy
regulation.

The emergency generator shall comply with theiaable
provisions of 40 CFR 63 Subpart ZZZZ.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MONDRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar mhnth(s

Condition 87: Compliance Certification
Effectivefor entirelength of Permit

Applicable Federal Requirement:6 NYCRR Subpart 231-7

[tem 87.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-XEMPT
Process: NGH

Item 87.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
Natural Gas Heater

The Permittee shall install and operate a nagasl
heater that has a nameplate that shall not exgeed
MMBtu/hr. This natural gas heater shall combudy on
pipeline quality natural gas. The hours of operafor
the natural gas heater are not limited (i.e., sinicted
at 8,760 hrl/yr).

Emission Limitations
The Permitte shall not discharge or cause to diggh
emissions into the atmosphere in excess of tleing

emission limits for the natural gas heater:

NOx LAER emissions limit; 0.12 Ib/MMBtu
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CO BACT emissions limit; 0.082 Ib/MMBtu

PM (filterable fraction only) BACT emissions limi3.008
Ib/MMBtu.

PM10 (filterable + condensable fraction) BACT esiosis
limit: 0.008 Ib/MMBtu

PM2.5 (filterable + condensable fraction) BACT ssibns
limit: 0.008 Ib/MMBtu

GHG BACT (expressed as COZ2e) emissions limit shalude
combined emissions of CO2, CH4, and N20, and siaall
exceed 117 tons per year (based on 12-monthgollin
total).

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMNIRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s
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STATE ONLY ENFORCEABLE CONDITIONS
**xx Eacility Level ****

NOTIFICATION OF GENERAL PERMITTEE OBLIGATIONS
This section containstermsand conditions which are not federally enfor ceable. Per mittees
may also have other obligations under regulations of general applicability

Item A: Emergency Defense- 6 NYCRR 201-1.5

An emergency, as defined by subpart 20defAstitutes an
affirmative defense to penalties sought in an eeiment
action brought by the Department for noncomplianite
emissions limitations or permit conditions for all
facilities in New York State.

(a) The affirmative defense of emergency shall be
demonstrated through properly signed, contemporane
operating logs, or other relevant evidence that:

(1) An emergency occurred and that thditiac
owner or operator can identify the cause(s) of the
emergency;

(2) The equipment at the permitted facilit
causing the emergency was at the time being pisoper
operated and maintained;

(3) During the period of the emergency the
facility owner or operator took all reasonablepsto
minimize levels of emissions that exceeded thesgiom
standards, or other requirements in the permd; an

(4) The facility owner or operator notdi¢he
Department within two working days after the event
occurred. This notice must contain a descriptibthe
emergency, any steps taken to mitigate emissants,
corrective actions taken.

(b) In any enforcement proceeding, the facilitynewor
operator seeking to establish the occurrence of an
emergency has the burden of proof.

(c) This provision is in addition to any emergency
upset provision contained in any applicable resjuant.

Item B: General Provisionsfor State Enforceable Permit Termsand
Condition - 6 NYCRR Part 201-5
Any person who owns and/or operates statipsources
shall operate and maintain all emission unitsamd
required emission control devices in complianci all
applicable Parts of this Chapter and existing Jawmsl
shall operate the facility in accordance with all
criteria, emission limits, terms, conditions, and

Air Pollution Control Permit Conditions
Page98 REVISE FOR EPA



New York State Department of Environmental Conservation "
Permit |D: 8-5736-00004/00017 Facility DEC | D: 8573600004

standards in this permit. Failure of such peitson
properly operate and maintain the effectivenessioh
emission units and emission control devices may be
sufficient reason for the Department to revokdemy a
permit.

The owner or operator of the permitted facilityshu
maintain all required records on-site for a pebfive
years and make them available to representativie 0
Department upon request. Department represeasativst
be granted access to any facility regulated kg thi
Subpart, during normal operating hours, for theppse of
determining compliance with this and any othetestand
federal air pollution control requirements, redgiglas or
law.

STATE ONLY APPLICABLE REQUIREMENTS
Thefollowing conditions ar e state applicable requirements and are not subject to
compliance certification requirements unless otherwise noted or required
under 6 NYCRR Part 201.

Condition 88: Contaminant List
Effectivefor entirelength of Permit

Applicable State Requirement: ECL 19-0301

Item 88.1:
Emissions of the following contaminants are subjeaontaminant specific requirements in this
permit(emission limits, control requirements or g@diance monitoring conditions).

CAS No: 000124-38-9
Name: CARBON DIOXIDE

CAS No: 000630-08-0
Name: CARBON MONOXIDE

CAS No: 007446-09-5
Name: SULFUR DIOXIDE

CAS No: 007664-41-7
Name: AMMONIA

CAS No: ONYO075-00-0
Name: PARTICULATES

CAS No: ONY075-00-5
Name: PM-10

CAS No: ONY075-02-5
Name: PM 2.5
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CAS No: ONY210-00-0
Name: OXIDES OF NITROGEN

CAS No: ONY750-00-0
Name: CARBON DIOXIDE EQUIVALENTS

CAS No: ONY998-00-0
Name: VOC

Condition 89: M alfunctions and start-up/shutdown activities
Effectivefor entirelength of Permit

Applicable State Requirement:6 NYCRR 201-1.4

[tem 89.1:

(a) The facility owner or operator shall takeradcessary and appropriate actions to prevent the
emission of air pollutants that result in contrai@mof any applicable emission standard during
periods of start-up, shutdown, or malfunction.

(b) The facility owner or operator shall compiledanaintain records of all equipment
malfunctions, maintenance, or start-up/shutdowivities when they can be expected to result in
an exceedance of any applicable emission standaddshall submit a report of such activities to
the department when requested to do so, or whesgsired by a condition of a permit issued
for the corresponding air contamination sourcechSeports shall state whether any violations
occurred and, if so, whether they were unavoidabtdiide the time, frequency and duration of
the maintenance and/or start-up/shutdown actiyitied an estimate of the emission rates of any
air contaminants released. Such records shalladietamed for a period of at least five years
and made available for review to department reptasiges upon request. Facility owners or
operators subject to continuous stack monitorirdygurarterly reporting requirements need not
submit additional reports for equipment maintenasrcstart-up/shutdown activities for the
facility to the department.

(c) Inthe event that emissions of air contamisamexcess of any emission standard in this
Subchapter occur due to a malfunction, the faailityner or operator shall compile and maintain
records of the malfunction and notify the departh@nsoon as possible during normal working
hours, but not later than two working days afecdming aware that the malfunction occurred.
When requested by the department, the facilityeswor operator shall submit a written report
to the department describing the malfunction, treective action taken, identification of air
contaminants, and an estimate of the emission.rates

(d) The department may also require the ownemperator to include, in reports described
under Subdivisions (b) and (c) of this Sectioneatimate of the maximum ground level
concentration of each air contaminant emitted &eceffect of such emissions.

(e) A violation of any applicable emission stamblggsulting from start-up, shutdown, or
malfunction conditions at a permitted or registefiaility may not be subject to an enforcement
action by the department and/or penalty if the depent determines, in its sole discretion, that
such a violation was unavoidable. The actionsrandrdkeeping and reporting requirements
listed above must be adhered to in such circumeganc
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Condition 90: Compliance Demonstration
Effectivefor entirelength of Permit

Applicable State Requirement:6 NYCRR 242-1.4 (b)

[tem 90.1:
The Compliance Demonstration activity will be perfied for the Facility.

[tem 90.2:
Compliance Demonstration shall include the follogwnonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES

Monitoring Description:
(1) Applicability. Notwithstanding Subdsion (a) of
this Section, any unit that, on or before Decenber
2008, applies for a enforceable permit condition
restricting the supply of the unit's annual eleelr
output to the electric grid to less than or eqaélO
percent of the annual gross generation of the and
that from and after January 1, 2009 complies thieh10
percent restriction and the provisions in Parag@p(3)
of this Section, shall be exempt from the requeets of
this Part, except for the provisions of this Satti
Sections 242-1.2, 242-1.3, and 242-1.6 of this
Part.

(2) Effective date. The exemption under Paragfapfi)
of this Section shall become effective as of Janlia
2009 and remain in effect unless and until thé loses
its exemption under Subparagraph (b)(3)(v) of this
Section.

(3) Compliance.

(i) A unit exempt under Paragraph (b)(1) of thex®n

shall comply with the restriction on percentagauahual
gross generation that may be supplied to theredepid
described in Paragraph (b)(1) of this Section.

(i) A unit exempt under Paragraph (b)(1) of t8iction
shall report to the department the amount of alnynaess
generation and the amount of annual gross geaerati
supplied to the electric grid during the year oy t
following February 1st.

(iii) For a period of 10 years from the date theards
are created, the owners and operators of a uaihpi
under Paragraph (b)(1) of this Section shall netat
the source that includes the unit, records dematirs
that the conditions of the permit under Paragi@pfi)
of this Section were met. The 10-year period feng
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records may be extended for cause, at any tinoe fari
the end of the period, in writing by the departindine
owners and operators bear the burden of proothieat
unit met the restriction on the percentage of ahgtoss
generation that may be supplied to the electric

grid.

(iv) The owners and operators and, to the extent
applicable, the CO2 authorized account represeatat a
unit exempt under Paragraph (b)(1) of this Sectiwall
comply with all the requirements of this Part cenming
all time periods for which the exemption is noefifect,
even if such requirements arise, or must be cadpmlith,
after the exemption takes effect.

(v) On the earlier of the following dates, a wmiempt
under Paragraph (b)(1) of this Section shall ltse
exemption:

(a) the date on which the restriction on the patiage of
annual gross generation that may be suppliedeto th
electric grid described in Paragraph (b)(1) of thi

Section is removed from the unit's permit or otlise
becomes no longer applicable in any year that cemees on
or after January 1, 2009; or

(b) the first date on which the unit fails to cdypor
on which the owners and operators fail to meet the
burden of proving that the unit is complying, wilie
restriction on the percentage of annual grossrgéina
that may be supplied to the electric grid desctiine
Paragraph (b)(1) of this Section during any yhat t
commences on or after January 1, 2009.

(vi) A unit that loses its exemption in accordamGth
Subparagraph (b)(3)(v) of this Section shall Hgestt to
the requirements of this Part. For the purposgpptying
permitting requirements under Subpart 242-3 of Hart,
allocating allowances under Subpart 242-5 of ftag,
and applying monitoring requirements under Subp&?+8
of this Part, the unit shall be treated as comingnc
operation on the date the unit loses its exemption

(4) Reduction in CO2 Budget Trading Program basigbt.
In the event that a unit applies for and receavpgrmit
condition that renders the unit exempt under Susidon

(b) of this Section, then the department shallicedthe
CO2 Budget Trading Program base budget to renfwve t
number of tons equal to the unit's average annual
emissions from the previous three calendar years.

Reporting Requirements: ANNUALLY (CALENDAR)
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Reports due 30 days after the reporting period.
Subsequent reports are due every 12 calendar mspnth(

Condition 91: CO2 Budget Trading Program - Excess emission requirements
Effectivefor entirelength of Permit

Applicable State Requirement:6 NYCRR 242-1.5

ltem 91.1:

The owners and operators of a CO2 budget sourthalsaxcess emissions in any control
period shall:

(2) forfeit the CO2 allowances required for dedmetinder 6 NYCRR Part 242-6.5(d)(1),
provided CO2 offset allowances may not be usedtercany part of such excess emissions; and
(2) pay any fine, penalty, or assessment or comyjityany other remedy imposed under 6
NYCRR Part 242-6.5(d)(2).

Condition 92: Compliance Demonstration
Effectivefor entirelength of Permit

Applicable State Requirement:6 NYCRR 242-1.5

Iltem 92.1:
The Compliance Demonstration activity will be penfied for the Facility.

Iltem 92.2:
Compliance Demonstration shall include the follogumonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
The owners and operators and, to the eafgplicable,
the CO2 authorized account representative of E6ah
budget source and each CO2 budget unit at thesshall
comply with the monitoring requirements of Sub2at2-8.
The emissions measurements recorded and reparted i
accordance with Subpart 242-8 of this Part shalised
to determine compliance by the unit with the faliog CO2
requirements:

(1) The owners and operators of each CO2 budgets@nd
each CO2 budget unit at the source shall hold CO2
allowances available for compliance deductionseund
Section 242-6.5, as of the CO2 allowance transfer
deadline, in the source's compliance account ianaount
not less than the total CO2 emissions for therobnt

period from all CO2 budget units at the source, as
determined in accordance with Subparts 242-6 and
242-8.

(2) Each ton of CO2 emitted in excess of the CGdglet
emissions limitation shall constitute a separatéation
of this Part and applicable state law.

Air Pollution Control Permit Conditions
Page103 REVISE FOR EPA



New York State Department of Environmental Conservation

Permit 1D: 8-5736-00004/00017 Facility DEC I D: 8573600004

(3) A CO2 budget unit shall be subject to the negments
specified in item 1 starting on the later, of Jagul,
2009 or the date on which the unit commences
operation.

(4) CO2 allowances shall be held in, deducted fram
transferred among CO2 Allowance Tracking Systeooawts
in accordance with Subparts 242-5, 242-6, and 24hd
Section 242-10.7.

(5) A CO2 allowance shall not be deducted, in ptde
comply with the requirements specified in itenfidt,a
control period that ends prior to the allocati@aryfor
which the CO2 allowance was allocated. A CO2 offse
allowance shall not be deducted, in order to cgmjith
the requirements under item 1, beyond the apgécab
percent limitations set out in 6NYCRR Part
242-6.5(a)(3).

(6) A CO2 allowance under the CO2 Budget TradirggFam
is a limited authorization by the Department or a
participating state to emit one ton of CO2 in ademce

with the CO2 Budget Trading Program. No provisiéthe
CO2 Budget Trading Program, the CO2 budget permit
application, or the CO2 budget permit or any psmn of

law shall be construed to limit the authority loé t
Department or a participating state to terminatinat

such authorization.

(7) A CO2 allowance under the CO2 Budget Tradiragfam
does not constitute a property right.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMIRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 93: Compliance Demonstration
Effectivefor entirelength of Permit

Applicable State Requirement:6 NYCRR 242-1.5

[tem 93.1:
The Compliance Demonstration activity will be penfied for the Facility.

[tem 93.2:
Compliance Demonstration shall include the follogumonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
The owners and operators of the CO2 buslg@tce and
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each CO2 budget unit at the source shall keejit@ats
the source each of the following documents foeroa of
10 years from the date the document is createid. Th
period may be extended for cause, at any time prithe
end of 10 years, in writing by the department.

(i) The account certificate of representationtfer CO2
authorized account representative for the soundesach
CO2 budget unit at the source and all documeats th
demonstrate the truth of the statements in thewatc
certificate of representation, in accordance GithYCRR
Part 242-2.4, provided that the certificate andutieents
shall be retained on site at the source beyonil suc
10-year period until such documents are supersiedeause
of the submission of a new account certificate of
representation.

(i) All emissions monitoring information, in acatance
with Subpart 242-8 and 40 CFR 75.57.

(i) Copies of all reports, compliance certifizats,
and other submissions and all records made oirestju
under the CO2 Budget Trading Program.

(iv) Copies of all documents used to complete 2 ®Gdget
permit application and any other submission uideiCO2
Budget Trading Program or to demonstrate compdiavith
the requirements of the CO2 Budget Trading Program

The CO2 authorized account representative of a k@get
source and each CO2 budget unit at the sourckssiihit
the reports and compliance certifications requineder

the CO2 Budget Trading Program, including thosgeun
Subpart 242-4.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MONDRING
DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 6 calendar manth(s

Condition 94: Compliance Demonstration
Effectivefor entirelength of Permit

Applicable State Requirement:6 NYCRR Subpart 242-4

[tem 94.1:
The Compliance Demonstration activity will be perfied for the Facility.

Regulated Contaminant(s):
CAS No: 000124-38-9 CARBON DIOXIDE
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Iltem 94.2:
Compliance Demonstration shall include the follogumonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
Annual Compliance Certification Report:

(a) For each control period in which a CO2 budgeirce
is subject to the CO2 requirements of subdivision
242-1.5(c) of this Part, CO2 authorized account
representative of the source shall submit to the
department by March 1st following the relevanttooin
period, a compliance certification report. Thetcol
period is a three-calendar-year time period.

(b) The compliance certification report shall uraié the
following elements:

(1) identification of the source and each CO2 letidmpit
at the source;

(2) as an option, the serial numbers of the C@vaihces
that are to be deducted from the source's congdian
account under section 242-6.5 of this Part forcthvarol
period, including the serial numbers of any COReif
allowances that are to be deducted subject to the
limitations of section 242-6.5(a)(3) of this Part;

and

(3) the compliance certification under subdivis{ojof
this section (below).

(c) In the compliance certification report the CO2
authorized account representative shall certifigell on
reasonable inquiry of those persons with primary
responsibility for operating the source and the@®Ddget
units at the source in compliance with the CO2d#&ud
Trading Program, whether the source and each CAgdy
unit at the source for which the compliance ciedtfon

is submitted was operated during the calendarsyear
covered by the report in compliance with the regmients
of the CO2 Budget Trading Program, including:

(1) whether the source was operated in compliaitethe
CO2 requirements of section 242-1.5(c) of this
Part;

(2) whether the monitoring plan applicable to each at
the source has been maintained to reflect thehctu
operation and monitoring of the unit, and contaiths
information necessary to attribute CO2 emissiorthe
unit, in accordance with Subpart 242-8 of this
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Part;

(3) whether all the CO2 emissions from the urithe
source were monitored or accounted for throughntissing
data procedures and reported in the quarterly tadmng
reports, including whether conditional data wesearted

in the quarterly reports in accordance with Subp4p-8

of this Part. If conditional data were reportdw bwner

or operator shall indicate whether the statudlof a
conditional data has been resolved and all negessa
quarterly report resubmissions have been made;

(4) whether the facts that form the basis for
certification under Subpart 242-8 of each monrétoeach
unit at the source, or for using an excepted maoni
method or alternative monitoring method approveden
Subpart 242-8 of this Part, if any, have changed;
and

(5) if a change is required to be reported undeagraph
(c)(4) above, specify the nature of the changerdlason
for the change, when the change occurred, andim®w
unit's compliance status was determined subseduéime
change, including what method was used to determin
emissions when a change mandated the need fotanoni
recertification.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMNIRING
DESCRIPTION
Reporting Requirements: AS REQUIRED - SEE MONITORIRESCRIPTION

Condition 95: Compliance Demonstration
Effectivefor entirelength of Permit

Applicable State Requirement:6 NYCRR 242-8.5

Iltem 95.1:
The Compliance Demonstration activity will be penfied for the Facility.

Regulated Contaminant(s):
CAS No: 000124-38-9 CARBON DIOXIDE

[tem 95.2:
Compliance Demonstration shall include the follogumonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
Recordkeeping and Reporting (6NYCRR P42-2.5)

(a) General provisions. The CO2 authorized account
representative shall comply with all recordkee@ng
reporting requirements in this section, the agtlie
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record keeping and reporting requirements undezER
75.73 and with the requirements of section 242€).4f
this Part.

(b) Monitoring plans. The owner or operator of@ZC
budget unit shall submit a monitoring plan in thenner
prescribed in 40 CFR 75.62.

(c) Certification applications. The CO2 authorizsgtount
representative shall submit an application to the
department within 45 days after completing all CO2
monitoring system initial certification or recditation
tests required under section 242-8.2 of this Stbpa
including the information required under 40 CFR685and
40 CFR 75.53(e) and (f).

(d) Quarterly reports. The CO2 authorized account
representative shall submit quarterly reports, as
follows:

(1) The CO2 authorized account representatiaé s
report the CO2 mass emissions data and heatdiapatfor
the CO2 budget unit, in an electronic format priesd by
the administrator unless otherwise prescribedcby t
department for each calendar quarter.

(2) The CO2 authorized account representatiaé s
submit each quarterly report to the departmeitsor
agent within 30 days following the end of the odlar
quarter covered by the report. Quarterly repdrdl e
submitted in the manner specified in subpart UOCFR
part 75 and 40 CFR 75.64. Quarterly reports diwll
submitted for each CO2 budget unit (or group adffsun
using a common stack), and shall include all efdata
and information required in subpart G of 40 CFR @&,
except for opacity, NOx, and SO2 provisions.

(3) The CO2 authorized account representatiaé s
submit to the department or its agent a compliance
certification in support of each quarterly reposised on
reasonable inquiry of those persons with primary
responsibility for ensuring that all of the unit's
emissions are correctly and fully monitored. The
certification shall state that:

(i) the monitoring data submitted were reeakéh
accordance with the applicable requirements gf thi
Subpart and 40 CFR part 75, including the quality
assurance procedures and specifications;

(ii) for a unit with add-on CO2 emissions trofs
and for all hours where data are substituted comtance
with 40 CFR 75.34(a)(1), the add-on emissionsrotst
were operating within the range of parametersdigh
the quality assurance/quality control program unde
appendix B of 40 CFR part 75 and the substituleegado
not systematically underestimate CO2 emissiors; an
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(iii) the CO2 concentration values substitiufer
missing data under Subpart D of 40 CFR part 76ato
systematically underestimate CO2 emissions.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMIRING
DESCRIPTION

Reporting Requirements: QUARTERLY (CALENDAR)

Reports due 30 days after the reporting period.

Subsequent reports are due every 3 calendar manth(s
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